Desert View Power, [0, an aimifiare of

Greenleaf
POWER

February 14, 2019

DVP-10005

Air Division Director

U.S. Environmental Protection Agency
Attn: AIR-5

75 Hawthorne Street

San Francisco, California 94105

Subject: Desert View Power monitoring report for six month period August 02, 2018 to February 02, 2019.

Dear Sir:

In compliance with our permit, Permit No. CB-OP 99-01, enclosed is the monitoring report for the six month period of
August 02, 2018 to February 02, 2019 for Desert View Power

. Form sixmon ~ 6-Month Monitoring Report Parts A through E inclusive.

. Form CTAC.

. Excess Emissions and inoperative report August 02, 2018 to February 02, 2019.
. Monthly reports for August 2018 through February 2019 will be retained on site.
J Copy of 500N AQMD form completed during reporting period.

If you have questions or comments, please feel free to call us at (760) 262-1653.

Sincerely,

James Russell Huffma

Vice- President of CA operations / Plant Manager




Desert View Power. In¢.  an wiiitiare of

Greenleaf
POWER

Air Pollution Control Officer
Attention: Mr. David Jones, AQMD Supervisor
South Coast Air Quality Management District

21865 E. Copely Drive

Diamond Bar, CA 91765-4182




OMB Control No 2060 0336

U.S. ENVIRONMENTAL PROTECTION AGENCY

APPLICATION FOR FEDERAL OPERATING PERMIT, 40 CFR PART 71

APPLICATION FORM CTAC - CERTIFICATION OF TRUTH, ACCURACY, AND COMPLETENESS BY RESPONSIBLE OFFICIAL

applications, reports, or any information required by a part 71 permit).

INSTRUCTIONS: One copy of this form must be completed, signed, and sent with each submission of documents (i.e., application fom1S, updates to

A. Responsible Official
Name: (Lasty Huffman (First) James o R
Tile _Vice President of California Operations/Facility Manager

Street or P.0. Box 62-300 Welmas Dr

city Mecca state CA  zIp 92254
Telephone (760_) 396-2554 Ext. 115 Facsimile (760) 396-0410

B. Certification of Truth, Accuracy and Completeness (to be signed by the responsible official)

I certify under penalty of law that, based on infonnation and belief formed after reasonable inquiry, the

ation contained in ghes uments are true, accurate and complete.
/ Date: 2/15/2019
(4

d ¥ L4 y
Name (typed) James R Huffman Date: 2/15/2019

statements and info

Name (signed)




OMB Control No 2060-0336

U.S. ENVIRONMENTAL PROTECTION AGENCY
FORMS FOR FEDERAL OPERATING PERMITS PROGRAM, 40 CFR PART 71

FORM. SIXMON - 6-MONTH MONITORING REPORT

A-ldentifying Information. All facilities must complete this section.

Source or company name _Desert View Power

Mailing address: Street or P.O. Box __ 62-300 Gene Welmas Dr PO Box 758
City ‘Mecca State: CA ZIP 92254-0758

Contact person: James Russell Huffman Title: VP of California Operations / Facility Manager

Telephone(760) 396-2554  Ext. 115

Part 71 permit no. CB-OP  99-01

B. Reporting Period. You must complete this section. The reporting period should be the 6-month, or shorter period, requireddy your part 71 permit.

It will be assumed that the beginning date begins and ends at Midnight (12 A.M.), unless you specify othenvise.

Period beginning: 08/02/201 8  Period ending: 02/02/201 9

---- CONTINUED ON NEXT PAGE ---




Form SIXMON Continued 2

C. Monitoring Report

All sources must complete this section. Use the table below to summarize all required monitoring, data, or analyses for the 6-month (or shorter) period specified in your permitt. In the first
column,describe the monitoring,data,or analysis and cross-reference the relevant permit term. In the second column,ist the emission units(Unit IDs)upon which the monitoring was performed.
Use any Unit IDs assigned in the permit, if no IDs in permit, generally describe. You may list multiple units if all subject to the same monitoring requirements. In the third column indicate
whether a separate monitoring report is required. Lastly, complete the fourth column only if you are required to submit a separate monitoring report. If submitted previously, indicate the date
you submitted it; if submitted for the first time as an attachment to this form, assign an attachment identification (ID), mark the attachment with that 1D, and attach the separate

monitoring report to this form

Monitoring, Data, or Analysis Requited by the Penni! Emission Units Separate Monitoring | Date of Separate Report Submittal or Attach
(UnitIDs) Report? ent ID

Monitoring report for six-month period from August 02, 2018 to February 02, 2019.

L
Reference Permit Conditions I1 E and I1I C. 01 ‘T\,e; T
- Attachment ID
_Yes S N
No

- AttachmentID _

Yes L

—No Attachment ID

_Yes L

—No Attachment ID

_Yes LR R

- AttachmentID _

_Yes L

-No Attachment ID

_Yes S

~No Attachment ID

_Yes L

- No Attachment ID




Form SIXMON Continued
D.  De -iations that Should have been Reported Previously

All sources must complete this section. Use the table below to summarize all deviations from permit terms required to be reported previously (prior to this report). Copy thige as many times

as necessary to include all such deviations. In the first column, describe and cross-reference the permit terms for which there is a deviation. In the second column, list thaission unit IDs where

the deviation occurred, if no IDs are listed in the permit. describe them instead. When reporting the beginning and ending times for deviations, use the 24-halock(e.g.,midnight or 12 a.m. is

00:00). Zone means time zone (e.g., EST or EDT). In the fourth colunm, specify the date when the written deviation report was submitted to the permitting authority. sitten deviation

report was required, butit was not submitted by the required deadline, leave this field blank. Failure to submit a required deviation report (including those required to bebmitted by telephone or

fax), or late submittal of such reports is a deviation from permit terms that must be reported in Section E of this form.

%Pem lit Tenn for Which There is a Deviation

Emission Units (unit IDs)

— .
Deviation Time Periods

Date (mo!day/yr)

Time (hr/min) Time Zone

Written Deviation

Report Submittal Date
(mo/dv/vear)

All deviations are listed under "E" of this report.

Beginning
Ending

Beginning
Ending

Beginning
Ending

Beginning
Ending

Beginning
Ending

Beginning
Ending




Form SIXMON Continued 4

E.  Olher Devlinlign5 From Permit Terms

All sources must complete this section. Answer qQuestions I rroughS below as a group for each deviation form permit terms that is required to be reported for the first time in this monitoring report form. This page may be
used to report three seperate deviations. Copy of this page as many times as necessary to include all such dieviations. Include all such deviations, including those that occurr during starup, shutdown, malfunctions, and upset
conditions. Question 1: describe and cross reference the permit terms for which there is a deviation. Question 2: list Emission unit [D (if not available, identify by some other method) where the deviation occurred. Question 3:
Report the beginning and ending times for each deviation, use the 24-hour clock. Question 4: Briefly explain (If known) the probably cause of each deviation from permit terms. Question 5: If any corrective actions or prentative
measures were taken to avoid these same types of deviation at the same emissions units, briefly describe them. If known include dates when such actions or measures were taken or will be taken in the future.

1. Permit Term for Which There is a Deviation: 2, Emission Units (unit IDs): 3 Time Period: Date (mo/day/yr) Time (hr:rnin) Time Zone

" n Beginnlng __ / _ /
See attached pages 01 Ending .

Permit Condition II. E. 2

4.Probable Cause of Deviation: 5. Corrective Actions or Preventive Mcasures Taken:

L. Permit Term for Which There is a Deviation: 2, Emission Units (unit IDs): 3 Time Period: Date (mo/day/yr) Time (hr:rin) Time Zone
Beginnlng /
Ending / /I

4.Probable Cause of Deviation: 3. Corrective Actions or Preventive Measures Taken:

1. Permit Term for Which There is a Deviation: 2, Emission Units (unit 1Ds): 3 Time Period: Date (mo/day/yr) Time (hr:rnin) Time Zone
Beginnlng __ /  /

Ending / /

4.Probable Cause of Deviation: 3. Corrective Actions or Preventive Measures Taken:




Boiler 1 Excess Emissions

Colmac Energy
NOx ppm @3% O2 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:26 PM, Boiler 1 Excess Emissions Page 1 of 10



Boiler 1 Excess Emissions

Colmac Energy
NOx Ib/mmbtu 30 SOD Rig Avg Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:26 PM, Boiler 1 Excess Emissions Page 2 of 10



Boiler 1 Excess Emissions

Colmac Energy
NOx Ib/hr 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action
NOx Ib/hr 3-Hr Rolling 11/13/2018 12:00 PM  12:59 PM 1 hour 31.0 31.0 31.0 30 High NOx reading Increased ammonia
after calibrations. flow to lower 3hr
average.
Total duration : 1 hour

CeDAR Reports 2/14/2019 12:26 PM, Boiler 1 Excess Emissions Page 3 of 10



Boiler 1 Excess Emissions

Colmac Energy
NOx Ibs/day Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:26 PM, Boiler 1 Excess Emissions Page 4 of 10



Boiler 1 Excess Emissions

Colmac Energy
S02 ppm @3% O2 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit  Reason Action
SO2 ppm @3% 02 3-Hr  8/19/2018 9:00 PM 11:59 PM 3 hours 31.0 27.0 35.0 27 Limestone not Restarted system
Rolling restarted after trip

Total duration 3 hours

CeDAR Reports 2/14/2019 12:26 PM, Boiler 1 Excess Emissions

Page 5 of 10



Boiler 1 Excess Emissions

Colmac Energy
SO2 ppm @3% 02 30 SOD RIg Avg Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit  Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:26 PM, Boiler 1 Excess Emissions Page 6 of 10



Boiler 1 Excess Emissions

Colmac Energy
S02 Ib/mmbtu 30 SOD RIg Avg Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:26 PM, Boiler 1 Excess Emissions Page 7 of 10



Boiler 1 Excess Emissions

Colmac Energy
S02 Ib/hr 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action
SO2 Ib/hr 3-Hr Rolling 8/19/2018 10:00 PM  11:59 PM 2 hours 14.0 13.0 15.0 12 Limestone not Restarted system
restarted after trip
SO2 Ib/hr 3-Hr Rolling 12/9/2018 9:00 AM 9:59 AM 1 hour 12.0 12.0 12.0 12 Combustion of fuel Raised 02, reduced
with Sulfur impurities.  fuel, and fed more

limestone.

Total duration 3 hours

Page 8 of 10

CeDAR Reports 2/14/2019 12:26 PM, Boiler 1 Excess Emissions



Boiler 1 Excess Emissions

Colmac Energy
CO ppm @3% O2 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:26 PM, Boiler 1 Excess Emissions Page 9 of 10



Boiler 1 Excess Emissions

Colmac Energy
CO Ib/hr 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit  Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:26 PM, Boiler 1 Excess Emissions Page 100f 10



Boiler 2 Excess Emissions

Colmac Energy
NOx ppm @3% O2 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:28 PM, Boiler 2 Excess Emissions Page 1 of 10



Boiler 2 Excess Emissions

Colmac Energy
NOx Ib/mmbtu 30 SOD RIg Avg Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:28 PM, Boiler 2 Excess Emissions Page 2 of 10



Boiler 2 Excess Emissions

Colmac Energy
NOXx Ib/hr 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:28 PM, Boiler 2 Excess Emissions Page 3 of 10



Boiler 2 Excess Emissions

Colmac Energy
NOx Ibs/day Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit  Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:28 PM, Boiler 2 Excess Emissions Page 4 of 10



Boiler 2 Excess Emissions

Colmac Energy
S0O2 ppm @3% O2 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:28 PM, Boiler 2 Excess Emissions Page 5 of 10



Boiler 2 Excess Emissions

Colmac Energy
SO2 ppm @3% 02 30 SOD RIg Avg Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:28 PM, Boiler 2 Excess Emissions Page 6 of 10



Boiler 2 Excess Emissions

Colmac Energy
SO2 Ib/mmbtu 30 SOD RIg Avg Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:28 PM, Boiler 2 Excess Emissions Page 7 of 10



Boiler 2 Excess Emissions

Colmac Energy
SO2 Ib/hr 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action
SO2 Ib/hr 3-Hr Rolling 8/24/2018 4:00 PM 4:59 PM 1 hour 13.0 13.0 13.0 12 High SO2 in fuel.

Backed down load and
fuel for short period.

Total duration 1 hour

CeDAR Reports 2/14/2019 12:28 PM, Boiler 2 Excess Emissions Page 8 of 10



Boiler 2 Excess Emissions

Colmac Energy
CO ppm @3% O2 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit  Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:28 PM, Boiler 2 Excess Emissions Page 9 of 10



Boiler 2 Excess Emissions

Colmac Energy
CO Ib/hr 3-Hr Rolling Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit  Reason Action
CO Ib/hr 3-Hr Rolling 12/4/2018 12:00 AM  5:59 AM 6 hours 14.0 13.0 14.0 13 Cal gas regulator Cal gas regulator
failed. replaced, and back in
service.
Total duration 6 hours

CeDAR Reports 2/14/2019 12:28 PM, Boiler 2 Excess Emissions Page 10 of 10



Boilers Stack Excess Emissions

Colmac Energy
Opacity % 3-Min Avg Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit Reason Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:31 PM, Boilers Stack Excess Emissions Page 1 of 2



Boilers Stack Excess Emissions

Colmac Energy
Opacity % 6-Min Avg Excess Emissions for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Value Min Max Limit  Reason

Action

There are no excess emissions for this report.

CeDAR Reports 2/14/2019 12:31 PM, Boilers Stack Excess Emissions Page 2 of 2



Boiler 1 CEMS Downtime

Colmac Energy

NOx ppm @3% O2 CEMS Downtime for 8/2/2018 thru 2/2/2019

maintenance.

¢ Parameter Start End Duration Reason Action

NOx ppm @3% 02 8/8/2018 5:00 AM 9:59 AM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 8/8/2018 12:00 PM 1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx ppm @3% 02 8/23/2018 11:00 AM  3:59 PM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 9/15/2018 7:00 AM 11:59 PM 17 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 9/16/2018 12:.00 AM  7:59 AM 8 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 10/7/2018 12:00 PM  1:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx ppm @3% 02 10/27/2018 12:00 PM 6:59 PM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx ppm @3% 02 10/31/2018 2:00 PM  11:59 PM 10 hours Cem Out Of Service for Maintenance complete, CEM

v Maintenance back in service

NOx ppm @3% 02 11/1/2018 12:00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 11/11/2018 12:00 PM  1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 11/17/2018 12:00 PM  12:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx ppm @3% 02 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx ppm @3% 02 11/23/2018 1:00 PM  1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/1/2018 1:00 PM 3:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/5/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/10/2018 2:00 AM  2:59 AM 1 hour CEM out of service for Maintenance completed, CEM

back in service.

CeDAR Reports 2/12/2019 12:46 PM, Boiler 1 CEMS Downtime

Page 1 of 15



Parameter Start End Duration Reason Action

NOx ppm @3% 02 12/10/2018 4:00 AM  6:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/15/2018 10:00 PM  11:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/16/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/18/2018 11:00 AM  11:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/24/2018 1:00 AM  2:59 AM 2 hours Communication failure, false Rebooted Cedar's computer,
readings. communications back.

NOx ppm @3% 02 12/28/2018 10:00 AM  10:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

Total duration 108 hours

CeDAR Reports 2/12/2019 12:46 PM, Boiler 1 CEMS Downtime

Page 2 of 15



Boiler 1 CEMS Downtime

Colmac Energy

NOx Ib/mmBtu CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

NOx Ib/mmBtu 8/8/2018 5:00 AM 9:59 AM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOXx Ib/mmBtu 8/8/2018 12:00 PM 1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx Ib/mmBtu 8/23/2018 11:00 AM  3:59 PM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 9/15/2018 7:00 AM 11:59 PM 17 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 9/16/2018 12:00 AM  7:59 AM 8 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 10/7/2018 12:00 PM  1:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/mmBtu 10/27/2018 12:00 PM  6:59 PM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx ib/mmBtu 10/31/2018 2:.00 PM  11:59 PM 10 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/mmBtu 11/1/2018 12:.00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 11/11/2018 12:00 PM  1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 11/17/2018 12:00 PM  12:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx Ib/mmBtu 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx Ib/mmBtu 11/23/2018 1:.00 PM  1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/1/2018 1:00 PM  3:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/5/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/10/2018 2:.00 AM  2:59 AM 1 hour CEM out of service for Maintenance completed, CEM

maintenance.

back in service.

CeDAR Reports 2/12/2019 12:46 PM, Boiler 1 CEMS Downtime

Page 3 of 15



Parameter Start End Duration Reason Action

NOx Ib/mmBtu 12/10/2018 4:00 AM  6:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/15/2018 10:00 PM  11:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/16/2018 12:00 AM 11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/18/2018 11:00 AM  11:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/24/2018 1:00 AM  2:59 AM 2 hours Communication failure, false Rebooted Cedar's computer,
readings. communications back.

NOx Ib/mmBtu 12/28/2018 10:00 AM  10:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

Total duration 108 hours

CeDAR Reports 2/12/2019 12:46 PM, Boiler 1 CEMS Downtime
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Boiler 1 CEMS Downtime

Colmac Energy
NOx Ib/hr CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

NOx Ib/hr 8/8/2018 6:00 AM 10:59 AM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx Ib/hr 9/15/2018 7:00 AM 11:59 PM 17 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 9/16/2018 12:00 AM  7:59 AM 8 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOXx Ib/hr 10/7/2018 12:00 PM  1:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/hr 11/11/2018 12:00 PM  1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 11/17/2018 12:00 PM  12:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOXx Ib/hr 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx Ib/hr 11/23/2018 1:00 PM  1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 12/1/2018 1:00 PM 3:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ib/hr 12/5/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 12/10/2018 2:00 AM  2:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 12/10/2018 4:00 AM  6:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 12/15/2018 10:00 PM  11:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 12/16/2018 12:.00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 12/18/2018 11:00 AM  11:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 12/24/2018 1:00 AM  1:59 AM 1 hour Communication failure, false Rebooted Cedar's computer,
readings. communications back.

CeDAR Reports 2/12/2019 12:46 PM, Boiler 1 CEMS Downtime
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Parameter Start End Duration Reason Action
NOx Ib/hr 12/28/2018 10:00 AM  10:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.
Total duration 76 hours

CeDAR Reports 2/12/2019 12:46 PM, Boiler 1 CEMS Downtime
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Boiler 1 CEMS Downtime

Colmac Energy

SO2 ppm @3% O2 CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

SO2 ppm @3% 02 8/8/2018 5:00 AM 9:59 AM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 8/8/2018 12:00 PM 1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 ppm @3% 02 8/23/2018 11:00 AM  3:59 PM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 9/15/2018 7:00 AM 11:59 PM 17 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 ppm @3% 02 9/16/2018 12:00 AM  7:59 AM 8 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 10/7/2018 12:00 PM  1:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 ppm @3% 02 10/27/2018 12:00 PM 6:59 PM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

S02 ppm @3% 02 10/31/2018 2:00 PM  11:59 PM 10 hours Cem Out Of Service for Maintenance complete, CEM

; Maintenance back in service

SO2 ppm @3% 02 11/1/2018 12:00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 11/11/2018 12:.00 PM  1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 11/17/2018 12:00 PM  12:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 ppm @3% 02 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 ppm @3% 02 11/23/2018 1:00 PM  1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 12/1/2018 1:00 PM 3:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 12/5/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 12/10/2018 2:.00 AM  2:59 AM 1 hour CEM out of service for Maintenance completed, CEM

maintenance.

back in service.
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Parameter Start End Duration Reason Action

SO2 ppm @3% 02 12/10/2018 4:00 AM  6:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 12/15/2018 10:00 PM  11:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 ppm @3% 02 12/16/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 ppm @3% 02 12/18/2018 11:00 AM  11:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 12/24/2018 1:.00 AM  2:59 AM 2 hours Communication failure, false Rebooted Cedar's computer,
readings. communications back.

Total duration 107 hours

CeDAR Reports 2/12/2019 12:46 PM, Boiler 1 CEMS Downtime

Page 8 of 15



Boiler 1 CEMS Downtime

Colmac Energy

SO2 Ib/mmBtu CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

S0O2 Ib/mmBtu 8/8/2018 5:00 AM 9:59 AM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 8/8/2018 12:00 PM 1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 Ib/mmBtu 8/23/2018 11:00 AM  3:59 PM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 Ib/mmBtu 9/15/2018 7:00 AM 11:59 PM 17 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 9/16/2018 12:00 AM  7:59 AM 8 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 Ib/mmBtu 10/7/2018 12:00 PM  1:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 Ib/mmBtu 10/27/2018 12:00 PM  6:59 PM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

S02 Ib/mmBtu 10/31/2018 2:00 PM  11:59 PM 10 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 Ib/mmBtu 11/1/2018 12:00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 11/11/2018 12:.00 PM  1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 11/17/2018 12:00 PM  12:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 Ib/mmBtu 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 Ib/mmBtu 11/23/2018 1:00 PM  1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S0O2 Ib/mmBtu 12/1/2018 1:00 PM 3:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 Ib/mmBtu 12/5/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 Ib/mmBtu 12/10/2018 2:00 AM  2:59 AM 1 hour CEM out of service for Maintenance completed, CEM

maintenance.

back in service.
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Parameter Start End Duration Reason Action

SO02 Ib/mmBtu 12/10/2018 4:.00 AM  6:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 12/15/2018 10:00 PM  11:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 12/16/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 12/18/2018 11:.00 AM  11:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 12/24/2018 1:00 AM  2:59 AM 2 hours Communication failure, false Rebooted Cedar's computer,
readings. communications back.

Total duration 107 hours
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Boiler 1 CEMS Downtime

Colmac Energy
SO2 Ib/hr CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

S02 Ib/hr 8/8/2018 6:00 AM 10:59 AM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 8/8/2018 12:00 PM 1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO02 Ib/hr 9/15/2018 7:00 AM 11:59 PM 17 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 9/16/2018 12:00 AM  7:59 AM 8 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 Ib/hr 10/7/2018 12:00 PM  1:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 Ib/hr 11/17/2018 12:00 PM  12:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 Ib/hr 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 Ib/hr 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 Ib/hr 11/23/2018 1:00 PM  1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 Ib/hr 12/5/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ib/hr 12/10/2018 2:.00 AM  2:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 Ib/hr 12/10/2018 4:.00 AM  6:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 12/15/2018 10:00 PM  11:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ib/hr 12/16/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 12/18/2018 11:00 AM  11:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 12/24/2018 1:00 AM  1:59 AM 1 hour Communication failure, false Rebooted Cedar's computer,
readings. communications back.

Total duration 72 hours
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Boiler 1 CEMS dentime

Colmac Energy

CO ppm @3% O2 CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

CO ppm @3% 02 8/8/2018 5:00 AM 9:59 AM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 8/8/2018 12:00 PM 1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 8/12/2018 12:00 PM  12:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

CO ppm @3% 02 8/23/2018 11:00 AM  3:59 PM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 8/23/2018 7:00 PM 7:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 9/15/2018 7:00 AM 11:59 PM 17 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 9/16/2018 12:00 AM  9:59 AM 10 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 10/5/2018 12:00 PM  12:59 PM 1 hour CEM OUT OF SERVICE FOR MAINTENACE COMPLETE,
MAINTENANCE CEM BACK IN SERVICE

CO ppm @3% 02 10/6/2018 12:00 PM  12:59 PM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

CO ppm @3% 02 10/7/2018 12:00 PM  1:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

CO ppm @3% 02 10/27/2018 12:00 PM 6:59 PM 7 hours Cem Qut Of Service for Maintenance complete, CEM
Maintenance back in service

CO ppm @3% 02 10/31/2018 2:00 PM  11:59 PM 10 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

CO ppm @3% 02 11/1/2018 12:00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 11/11/2018 12:00 PM  1:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 11/17/2018 12:00 PM  12:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

CO ppm @3% 02 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM

CGA testing.

placed back in service.
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Parameter Start End Duration Reason Action

CO ppm @3% 02 11/23/2018 1:00 PM  1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/1/2018 1:00 PM 3:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/3/2018 12:00 AM  12:59 AM 1 hour Boiler shutdown. Boiler work completed, and

back online.

CO ppm @3% 02 12/5/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/10/2018 2:00 AM  2:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/10/2018 4:00 AM  6:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/15/2018 10:.00 PM  11:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/16/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/18/2018 11:00 AM  11:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/24/2018 1:.00 AM  2:59 AM 2 hours Communication failure, false Rebooted Cedar's computer,
readings. communications back.

CO ppm @3% 02 1/5/2019 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 2/2/2019 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance complete, CEM
maintenance. back in service.

Total duration 116 hours
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Boiler 1 CEMS Downtime

Colmac Energy
CO Ib/hr CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

CO Ibthr 8/8/2018 6:00 AM 10:59 AM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 8/12/2018 12:00 PM  12:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

CO Ibthr 8/23/2018 7:00 PM 7:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 9/15/2018 7:00 AM 11:59 PM 17 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 9/16/2018 12:00 AM  9:59 AM 10 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 10/5/2018 12:00 PM  12:59 PM 1 hour CEM OUT OF SERVICE FOR MAINTENACE COMPLETE,
MAINTENANCE CEM BACK IN SERVICE

CO Ib/hr 10/6/2018 12:00 PM  12:59 PM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

CO Ibthr ' 10/31/2018 2:00 PM  11:59 PM 10 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

CO Ib/hr 11/1/2018 12:00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 11/17/2018 12:00 PM  12:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

CO Ib/hr 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

CO Ib/hr 12/3/2018 12:00 AM  12:59 AM 1 hour Boiler shutdown. Boiler work completed, and

back online.

CO Ib/hr 12/5/2018 12:.00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/10/2018 2:00 AM  2:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/10/2018 4:00 AM  6:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/15/2018 10:00 PM  11:59 PM 2 hours CEM out of service for Maintenance completed, CEM

maintenance.

back in service.
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Parameter Start End Duration Reason Action

CO Ibthr 12/16/2018 12:00 AM  11:59 AM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/18/2018 11:00 AM  11:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/24/2018 1:00 AM  1:59 AM 1 hour Communication failure, false Rebooted Cedar's computer,
readings. communications back.

CO Ib/hr 1/5/2019 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 2/2/2019 1:00 PM 1:.59 PM 1 hour CEM out of service for Maintenance complete, CEM
maintenance. back in service.

Total duration 93 hours
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Boiler 2 CEMS Downtime

Colmac Energy

NOx ppm @3% 02 CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

NOx ppm @3% 02 8/11/2018 2:00 AM 7:59 AM 6 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx ppm @3% 02 8/24/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 9/23/2018 1:00 PM 11:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 9/24/2018 12:00 AM  5:59 PM 18 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 9/27/2018 9:00 PM 11:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 9/28/2018 12:00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 10/6/2018 1:00 PM 1:59 PM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx ppm @3% 02 10/7/2018 1:00 AM 1:59 AM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx ppm @3% 02 10/7/2018 1:00 PM 2:59 PM 2 hours Cem Out Of Service for Maintenance compiete, CEM
Maintenance back in service

NOx ppm @3% 02 10/14/2018 1:00 PM  2:59 PM 2 hours Cem Qut Of Service for Maintenance complete, CEM
Maintenance back in service

NOx ppm @3% O2 10/14/2018 5:00 PM  11:59 PM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx ppm @3% 02 10/15/2018 12:00 AM  6:59 AM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx ppm @3% O2 10/27/2018 1:00 PM  6:59 PM 6 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx ppm @3% 02 11/1/2018 10:.00 PM  10:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 11/3/2018 11:00 AM  6:59 PM 8 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% O2 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx ppm @3% 02 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM

CGA testing.

placed back in service.
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Parameter Start End Duration Reason Action

NOx ppm @3% 02 12/2/2018 1:00 PM 2:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/4/2018 6:00 AM 8:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/7/2018 4:00 PM 6:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/8/2018 3:00 AM 6:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/8/2018 6:00 PM 11:59 PM 6 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/9/2018 12:00 AM  3:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/9/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/13/2018 4:00 PM  10:59 PM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/14/2018 9:00 AM  10:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 12/24/2018 2:00 AM  2:59 AM 1 hour Communication failure, false Rebooted Cedar's computer,
readings. communications back.

NOx ppm @3% 02 1/10/2019 5:00 AM 6:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 1/12/2019 8:00 AM 7:59 PM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ppm @3% 02 1/15/2019 2:00 AM 10:59 AM 9 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

Total duration 141 hours
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Boiler 2 CEMS Downtime

Colmac Energy

NOx Ib/mmBtu CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

NOx Ib/mmBtu 8/11/2018 2:00 AM 7:59 AM 6 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOXx Ib/mmBtu 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx Ib/mmBtu 8/24/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 9/23/2018 1:00 PM 11:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOXx Ib/mmBtu 9/24/2018 12:00 AM  5:59 PM 18 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 9/27/2018 9:00 PM 11:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 9/28/2018 12:00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx ib/mmBtu 10/6/2018 1:00 PM 1:59 PM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/mmBtu 10/7/2018 1:00 AM 1:59 AM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/mmBtu 10/7/2018 1:00 PM  2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/mmBtu 10/14/2018 1:.00 PM  2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/mmBtu 10/14/2018 5:00 PM  11:59 PM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/mmBtu 10/15/2018 12:00 AM  6:59 AM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/mmBtu 10/27/2018 1:00 PM  6:59 PM 6 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/mmBtu 11/1/2018 10:00 PM  10:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 11/3/2018 11:00 AM  6:59 PM 8 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOXx Ib/mmBtu 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx Ib/mmBtu 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM

CGA testing.

placed back in service.
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Parameter Start End Duration Reason Action

NOx Ib/mmBtu 12/2/2018 1:00 PM 2:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOXx Ib/mmBtu 12/4/2018 6:00 AM 8:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/7/2018 4:00 PM 6:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/8/2018 3:00 AM 6:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/8/2018 6:00 PM 11:59 PM 6 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOXx Ib/mmBtu 12/9/2018 12:00 AM  3:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/9/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/13/2018 4:00 PM  10:59 PM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/14/2018 9:00 AM  10:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 12/24/2018 2:00 AM  2:59 AM 1 hour Communication failure, false Rebooted Cedar's computer,
readings. communications back.

NOx Ib/mmBtu 1/10/2019 5:00 AM 6:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 1/12/2019 8:00 AM 7:59 PM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/mmBtu 1/15/2019 2:00 AM 10:59 AM 9 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

Total duration 141 hours
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Boiler 2 CEMS Downtime

Colmac Energy

NOx Ib/hr CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

NOx Ib/hr 8/11/2018 2:00 AM 12:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 8/11/2018 2:00 PM 2:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx Ib/hr 8/24/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOXx Ib/hr 9/23/2018 1:00 PM 11:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOX Ib/hr 9/24/2018 12:.00 AM  5:59 PM 18 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 10/7/2018 1:00 AM 1:59 AM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/hr 10/7/2018 1:00 PM 2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/hr 10/14/2018 1:.00 PM  2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOXx Ib/hr 10/14/2018 5:00 PM  11:59 PM 7 hours Cem Qut Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/hr 10/15/2018 12:00 AM  6:59 AM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

NOx Ib/hr 11/3/2018 11:00 AM  3:59 PM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx Ib/hr 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

NOx Ib/hr 12/2/2018 1:00 PM 2:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 12/4/2018 6:00 AM 8:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 12/4/2018 11:00 AM  11:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOXx Ib/hr 12/9/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM

maintenance.

back in service.
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Parameter Start End Duration Reason Action

NOx Ib/hr 12/14/2018 9:00 AM  10:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOXx Ib/hr 12/18/2018 7:00 AM  7:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOXx Ib/hr 12/24/2018 2.00 AM  2:59 AM 1 hour Communication failure, false Rebooted Cedar's computer,
readings. communications back.

NOx Ib/hr 1/8/2019 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 1/10/2019 3:00 AM 6:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 1/12/2019 8:00 AM 7:59 PM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

NOx Ib/hr 1/15/2019 2:00 AM 12:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

Total duration 109 hours
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Boiler 2 CEMS Downtime

Colmac Energy

S02 ppm @3% O2 CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

SO2 ppm @3% 02 8/11/2018 2:00 AM 12:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

S0O2 ppm @3% 02 8/24/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S0O2 ppm @3% 02 9/23/2018 1:00 PM 11:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 9/24/2018 12:00 AM  5:59 PM 18 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 9/27/2018 9:00 PM 11:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 9/28/2018 12:00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 10/6/2018 1:00 PM 1:59 PM 1 hour Cem OQut Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 ppm @3% 02 10/7/2018 1:00 AM 1:59 AM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 ppm @3% 02 10/7/2018 1:00 PM 2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 ppm @3% 02 10/14/2018 1:00 PM  2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 ppm @3% 02 10/14/2018 5:00 PM  11:59 PM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 ppm @3% 02 10/15/2018 12:00 AM  6:59 AM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 ppm @3% 02 10/27/2018 1:00 PM  6:59 PM 6 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 ppm @3% 02 11/1/2018 10:00 PM  10:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 11/3/2018 11:00 AM  6:59 PM 8 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 ppm @3% 02 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 ppm @3% 02 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM

CGA testing.

placed back in service.
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Parameter Start End Duration Reason Action

SO2 ppm @3% 02 12/2/2018 1:00 PM 2:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 12/4/2018 6:00 AM 8:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

802 ppm @3% 02 12/7/2018 4:00 PM 6:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 12/8/2018 3:00 AM 6:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 12/8/2018 6:00 PM 11:59 PM 6 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 12/9/2018 12:00 AM  3:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 ppm @3% 02 12/9/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 12/13/2018 4.00 PM  10:59 PM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 12/14/2018 9:00 AM  10:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 1/10/2019 5:00 AM 6:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 ppm @3% 02 1/12/2019 8:00 AM 7:59 PM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 ppm @3% 02 1/15/2019 2:00 AM 10:59 AM 9 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

Total duration 145 hours
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Boiler 2 CEMS Downtime

Colmac Energy

SO2 Ib/mmBtu CEMS Downtime for 8/2/2018 thru 2/2/2019

CGA testing.

Parameter Start End Duration Reason Action

S02 Ib/mmBtu 8/11/2018 2:00 AM 12:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 Ib/mmBtu 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM

; CGA testing. placed back in service.

SO2 Ib/mmBtu 8/24/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S0O2 Ib/mmBtu 9/23/2018 1:00 PM 11:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 9/24/2018 12:00 AM  5:59 PM 18 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 9/27/2018 9:00 PM 11:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 9/28/2018 12:00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 Ib/mmBtu 10/6/2018 1:00 PM 1:59 PM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

~ 802 Ib/mmBtu 10/7/2018 1:00 AM 1:59 AM 1 hour Cem Out Of Service for Maintenance complete, CEM

Maintenance back in service

S02 ib/mmBtu 10/7/2018 1:00 PM 2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 Ib/mmBtu 10/14/2018 1:00 PM  2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 Ib/mmBtu 10/14/2018 5:00 PM  11:59 PM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 Ib/mmBtu 10/15/2018 12:00 AM  6:59 AM 7 hours Cem Qut Of Service for Maintenance complete, CEM
Maintenance back in service

S0O2 Ib/mmBtu 10/27/2018 1:00 PM  6:59 PM 6 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 Ib/mmBtu 11/1/2018 10:00 PM  10:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 11/3/2018 11:00 AM  6:59 PM 8 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 Ib/mmBtu 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM

placed back in service.
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Parameter Start End Duration Reason Action

S02 Ib/mmBtu 12/2/2018 1:00 PM 2:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 12/4/2018 6:00 AM 8:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 Ib/mmBtu 12/7/2018 4:00 PM 6:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 Ib/mmBtu 12/8/2018 3:00 AM 6:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 12/8/2018 6:00 PM 11:59 PM 6 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 Ib/mmBtu 12/9/2018 12:00 AM  3:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 ib/mmBtu 12/9/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 12/13/2018 4.00 PM  10:59 PM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 12/14/2018 9:00 AM  10:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

S02 Ib/mmBtu 1/10/2019 5:00 AM 6:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 Ib/mmBtu 1/12/2019 8:00 AM 7:59 PM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/mmBtu 1/15/2019 2:00 AM 10:59 AM 9 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

Total duration 145 hours
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Boiler 2 CEMS Downtime

Colmac Energy

SO2 Ib/hr CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

SO2 Ib/hr 8/11/2018 2:00 AM 12:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

802 Ib/hr 8/11/2018 2:00 PM 2:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 Ib/hr 8/24/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 Ib/hr 9/23/2018 1:00 PM 11:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 ib/hr 9/24/2018 12:.00 AM  5:59 PM 18 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 9/27/2018 9:00 PM 11:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 Ib/hr 9/28/2018 12:00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 10/7/2018 1:00 AM 1:59 AM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 Ib/hr 10/7/2018 1:00 PM 2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 lb/hr 10/14/2018 1:00 PM  2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

S02 Ib/hr 10/14/2018 5:00 PM  11:59 PM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO2 ib/hr 10/15/2018 12:00 AM  6:59 AM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

SO02 Ib/hr 11/3/2018 11:00 AM  3:59 PM 5 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 Ib/hr 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

SO2 Ib/hr 12/4/2018 6:00 AM 8:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 12/4/2018 11:00 AM  11:59 AM 1 hour CEM out of service for Maintenance completed, CEM

maintenance.

back in service.
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Parameter Start End Duration Reason Action

SO2 Ib/hr 12/9/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 12/14/2018 9:00 AM  10:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 Ib/hr 12/18/2018 7:.00 AM  7:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 1/8/2019 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO02 Ib/hr 1/10/2019 3:00 AM 6:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 1/12/2019 8:00 AM 7:59 PM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

SO2 Ib/hr 1/15/2019 2:00 AM 12:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

Total duration 116 hours
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Boiler 2 CEMS Downtime

Colmac Energy

CO ppm @3% O2 CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter

Start

End

Duration

Reason

Action

CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02
CO ppm @3% 02

CO ppm @3% 02

8/11/2018 2:00 AM

8/11/2018 11:00 AM

8/13/2018 8:00 AM

8/24/2018 1:00 PM

9/16/2018 12:00 PM

9/23/2018 1:00 PM

9/24/2018 12:00 AM

9/27/2018 9:00 PM

9/28/2018 12:00 AM

10/6/2018 1:00 PM

10/7/2018 1:00 AM

10/7/2018 1:00 PM

10/14/2018 1:00 PM

10/14/2018 5:00 PM

10/15/2018 12:00 AM

10/16/2018 11:00 AM

10/27/2018 1:00 PM

11/1/2018 10:00 PM

7:59 AM

11:59 AM

9:59 AM

1:59 PM

12:59 PM

11:59 PM

5:59 PM

11:59 PM

6:59 AM

1:59 PM

1:59 AM

2:59 PM

2:59 PM

11:59 PM

6:59 AM

11:59 AM

6:59 PM

10:59 PM

6 hours

1 hour

2 hours

1 hour

1 hour

11 hours

18 hours

3 hours

7 hours

1 hour

1 hour

2 hours

2 hours

7 hours

7 hours

1 hour

6 hours

1 hour

CEM out of service for
maintenance.

CEM out of service for
maintenance.

CEM taken out of service for
CGA testing.

CEM out of service for
maintenance.

CEM out of service for
maintenance.

CEM out of service for
maintenance.

CEM out of service for
maintenance.

CEM out of service for
maintenance.

CEM out of service for
maintenance.

Cem Out Of Service for
Maintenance

Cem Out Of Service for
Maintenance

Cem Out Of Service for
Maintenance

Cem Out Of Service for
Maintenance

Cem Out Of Service for
Maintenance

Cem Out Of Service for
Maintenance

Cem Out Of Service for
Maintenance

Cem Out Of Service for
Maintenance

CEM out of service for
maintenance.

Maintenance completed, CEM
back in service.

Maintenance completed, CEM
back in service.

CGA testing completed, CEM
placed back in service.
Maintenance completed, CEM
back in service.

Maintenance completed, CEM
back in service.

Maintenance completed, CEM
back in service.

Maintenance completed, CEM
back in service.

Maintenance completed, CEM
back in service.

Maintenance completed, CEM
back in service.

Maintenance complete, CEM
back in service

Maintenance complete, CEM
back in service

Maintenance complete, CEM
back in service

Maintenance complete, CEM
back in service

Maintenance complete, CEM
back in service

Maintenance complete, CEM
back in service

Maintenance complete, CEM
back in service

Maintenance complete, CEM
back in service

Maintenance completed, CEM
back in service.
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Parameter Start End Duration Reason Action

CO ppm @3% 02 11/3/2018 11:00 AM  6:59 PM 8 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 11/3/2018 8:00 PM 8:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

CO ppm @3% 02 11/21/2018 10:00 AM 10:58 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

CO ppm @3% 02 11/30/2018 4:00 PM  7:59 PM 4 hours CEM out of service for Maintenance compieted, CEM
maintenance. back in service.

CO ppm @3% 02 12/1/2018 1:00 PM 4:59 PM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/2/2018 1:00 PM 2:59 PM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/4/2018 6:00 AM 8:59 AM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/7/2018 4:00 PM 6:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/7/2018 10:00 PM  10:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/8/2018 3:00 AM 6:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/8/2018 3:00 PM 3:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/8/2018 5:00 PM 11:59 PM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/9/2018 12:00 AM  1:59 PM 14 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/13/2018 4:00 PM  10:59 PM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/14/2018 12:00 AM  1:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 12/14/2018 9:00 AM  10:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 1/5/2019 1:00 PM 3:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 1/10/2019 5:00 AM 6:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ppm @3% 02 1/12/2019 8:00 AM 7:59 PM 12 hours CEM out of service for Maintenance completed, CEM

maintenance.

back in service.
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Parameter Start End Duration

Reason

Action

CEM out of service for
maintenance.
CEM out of service for
maintenance.

Maintenance completed, CEM

back in service.

Maintenance complete, CEM

back in service.

CO ppm @3% 02 1/15/2019 2:00 AM 11:59 AM 10 hours
CO ppm @3% 02 2/2/2019 1:00 PM 2:59 PM 2 hours
Total duration 172 hours

CeDAR Reports 2/12/2019 12:46 PM, Boiler 2 CEMS Downtime

Page 150f 18



Boiler 2 CEMS Downtime

Colmac Energy
CO Ib/hr CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action

CO Ib/hr 8/11/2018 2:00 AM  12:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 8/11/2018 2:00 PM 2:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 8/13/2018 8:00 AM 9:59 AM 2 hours CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

CO Ib/hr 8/24/2018 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 9/16/2018 12:00 PM  12:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 9/23/2018 1:00 PM 11:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 9/24/2018 12:00 AM  6:59 AM 7 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 9/24/2018 7:00 AM 7:59 AM 1 hour Not specified Maintenance completed, CEM

back in service.

CO Ib/hr 9/24/2018 8:00 AM 5:59 PM 10 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ibthr 9/28/2018 5:00 AM 6:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 10/6/2018 1:00 PM 1:59 PM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

CO Ib/hr 10/7/2018 1:00 AM 1:59 AM 1 hour Cem OQut Of Service for Maintenance complete, CEM
Maintenance back in service

CO Ib/hr 10/7/2018 1:00 PM 2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

CO Ib/hr 10/14/2018 1:00 PM  2:59 PM 2 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

CO Ib/hr 10/14/2018 5:00 PM  11:59 PM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

CO Ib/hr 10/15/2018 12:00 AM 6:59 AM 7 hours Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

CO Ib/hr 10/16/2018 11:00 AM 11:59 AM 1 hour Cem Out Of Service for Maintenance complete, CEM
Maintenance back in service

CO Ib/hr 11/3/2018 11:00 AM  3:59 PM 5 hours CEM out of service for Maintenance completed, CEM

maintenance.

back in service.

CeDAR Reports 2/12/2019 12:46 PM, Boiler 2 CEMS Downtime
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Parameter Start End Duration Reason Action

CO Ib/hr 11/3/2018 8:00 PM 8:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 11/21/2018 8:00 AM  8:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

CO Ib/hr 11/21/2018 10:00 AM  10:59 AM 1 hour CEM taken out of service for CGA testing completed, CEM
CGA testing. placed back in service.

CO Ib/hr 11/30/2018 4:00 PM  7:59 PM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/1/2018 1:00 PM 4:59 PM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/4/2018 6:00 AM 8:59 AM 3 hours CEM out of service for Maintenance compteted, CEM
maintenance. back in service.

CO Ib/hr 12/4/2018 11:00 AM  11:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/7/2018 10:00 PM  10:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/8/2018 3:00 PM 3:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/8/2018 5:00 PM 7:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/9/2018 4:00 AM 1:59 PM 10 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/14/2018 12:00 AM  1:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/14/2018 9:00 AM  10:59 AM 2 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 12/18/2018 7:00 AM  7:59 AM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 1/5/2019 1:00 PM 3:59 PM 3 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 1/8/2019 1:00 PM 1:59 PM 1 hour CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO ib/hr 1/10/2019 3:00 AM 6:59 AM 4 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 1/12/2019 8:00 AM 7:59 PM 12 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 1/15/2019 2:00 AM 12:59 PM 11 hours CEM out of service for Maintenance completed, CEM
maintenance. back in service.

CO Ib/hr 2/2/2019 1:00 PM 2:59 PM 2 hours CEM out of service for Maintenance complete, CEM

maintenance.

back in service.

CeDAR Reports 2/12/2019 12:46 PM, Boiler 2 CEMS Downtime
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Parameter Start End Duration Reason Action

Total duration , 141 hours
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Boilers Stack CEMS Downtime

Colmac Energy

Opacity % 6-Min Avg CEMS Downtime for 8/2/2018 thru 2/2/2019

Parameter Start End Duration Reason Action
Opacity % 6-Min Avg 8/8/2018 11:30 AM 11:35 AM 6 minutes Not specified
Opacity % 6-Min Avg 8/10/2018 5:36 AM 5:47 AM 12 minutes Cleaned and cailbrated opacity Completed calibration and
monitor at stack. placed back in service.
Opacity % 6-Min Avg 8/22/2018 6:42 AM 6:53 AM 12 minutes Cleaned and cailbrated opacity Completed calibration and
monitor at stack. placed back in service.
Opacity % 6-Min Avg 8/22/2018 7:48 AM 8:35 AM 48 minutes Cleaned and cailbrated opacity  Completed calibration and
monitor at stack. placed back in service.
Opacity % 6-Min Avg 8/22/2018 8:48 AM 11:29 AM 2 hours, 42 minutes  Cleaned and cailbrated opacity  Completed calibration and
monitor at stack. placed back in service.,
Opacity % 6-Min Avg 8/22/2018 11:36 AM  11:59 PM 12 hours, 24 minutes Cleaned and cailbrated opacity  Completed calibration and
monitor at stack. placed back in service.
Opacity % 6-Min Avg 8/23/2018 12:00 AM  1:29 AM 1 hour, 30 minutes  Cleaned and cailbrated opacity = Completed calibration and
monitor at stack. placed back in service.
Opacity % 6-Min Avg 9/20/2018 8:36 AM 11:29 AM 2 hours, 54 minutes  Cleaned and cailbrated opacity  Completed calibration and
monitor at stack. placed back in service.
Opacity % 6-Min Avg 9/20/2018 11:42 AM  1:05 PM 1 hour, 24 minutes  Cleaned and cailbrated opacity ~ Completed calibration and
monitor at stack. placed back in service.
Opacity % 6-Min Avg 9/21/2018 12:30 AM  11:29 AM 11 hours Cleaned and cailbrated opacity Completed calibration and
monitor at stack. placed back in service.
Opacity % 6-Min Avg 9/21/2018 11:42AM  1:23 PM 1 hour, 42 minutes  Cleaned and cailbrated opacity = Completed calibration and
monitor at stack. placed back in service.
Opacity % 6-Min Avg 9/22/2018 11:42 AM 1217 PM 36 minutes Cleaned and cailbrated opacity Completed calibration and
monitor at stack. placed back in service.
Opacity % 6-Min Avg 9/25/2018 9:06 AM 9:17 AM 12 minutes Cleaned and cailbrated opacity ~ Cleaned and cailbrated opacity
monitor at stack. monitor at stack.
Opacity % 6-Min Avg 9/25/2018 9:30 AM 9:41 AM 12 minutes Cleaned and cailbrated opacity ~ Cleaned and cailbrated opacity
monitor at stack. monitor at stack.
Opacity % 6-Min Avg 9/25/2018 10:12 AM  10:17 AM 6 minutes Cleaned and cailbrated opacity ~ Cleaned and cailbrated opacity
monitor at stack. monitor at stack.
Opacity % 6-Min Avg 10/1/2018 7:06 AM 7:17 AM 12 minutes Calibrating stack opacity monitor. Calibration complete, monitor
back in service.
Opacity % 6-Min Avg 10/1/2018 9:00 AM 10:05 AM 1 hour, 6 minutes  Calibrating stack opacity monitor. Calibration complete, monitor
back in service.
Opacity % 6-Min Avg 10/1/2018 11:00 AM  11:290 AM 30 minutes Calibrating stack opacity monitor. Calibration complete, monitor
back in service.
Opacity % 6-Min Avg 10/1/2018 11:42 AM  11:59 PM 12 hours, 18 minutes Calibrating stack opacity monitor. Calibration complete, monitor

back in service.
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Parameter Start End Duration Reason Action

Opacity % 6-Min Avg 10/2/2018 12:00 AM  10:59 AM 11 hours Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/2/2018 10:00 PM  11:59 PM 2 hours Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/3/2018 12:.00 AM  6:53 AM 6 hours, 54 minutes  Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/3/2018 9:00 AM 10:59 AM 2 hours Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/3/2018 11:12AM  11:29 AM 18 minutes Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/3/2018 10:00 PM  11:59 PM 2 hours Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/4/2018 12:00 AM  9:11 AM 9 hours, 12 minutes  Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/4/2018 11:12AM  10:11 PM 11 hours Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/5/2018 9:00 AM 9:47 AM 48 minutes Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/5/2018 11:12 AM  3:41 PM 4 hours, 30 minutes  Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/5/2018 10:00 PM  10:11 PM 12 minutes Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/10/2018 9:42 AM  10:29 AM 48 minutes Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/10/2018 10:36 AM  10:59 AM 24 minutes Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/10/2018 11:12AM  1:11 PM 2 hours Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/10/2018 2,18 PM  2:23 PM 6 minutes Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/10/2018 3:30 PM  3:41 PM 12 minutes Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/11/2018 7:54 AM  8:05 AM 12 minutes Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 10/11/2018 11:12 AM  9:17 PM 10 hours, 6 minutes  Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 12/14/2018 2.30 PM  3:47 PM 1 hour, 18 minutes  Calibrating stack opacity monitor. Calibration complete, monitor
back in service.

Opacity % 6-Min Avg 12/17/2018 8:06 AM  8:17 AM 12 minutes Calibrating stack opacity monitor. Calibration complete, monitor

back in service.
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Parameter

Start

End

Duration

Reason

Action

Opacity % 6-Min Avg
Opacity % 6-Min Avg
Opacity % 6-Min Avg
Opacity % 6-Min Avg
Opacity % 6-Min Avg
Opacity % 6-Min Avg
Opacity % 6-Min Avg
Opacity % 6-Min Avg
Opacity % 6-Min Avg
Opacity % 6-Min Avg
Opacity % 6-Min Avg
Opacity % 6-Min Avg
Opacity % 6-Min Avg

Opacity % 6-Min Avg
Opacity % 6-Min Avg

12/24/2018 12:30 AM

12/24/2018 12:42 AM

12/24/2018 1:06 AM

12/24/2018 1:54 AM

12/24/2018 2:30 AM

12/24/2018 3:54 AM

12/24/2018 4:30 AM

12/24/2018 4:42 AM

12/24/2018 5:18 AM

12/24/2018 5:30 AM

12/24/2018 6:24 AM

12/24/2018 7:18 AM

12/26/2018 11:30 AM

12/31/2018 7:12 AM
1/31/2019 2:30 PM

12:35 AM

12:47 AM

1:17 AM

2:05 AM

2:35 AM

3:59 AM

4:35 AM

5:11 AM

5:23 AM

5:35 AM

6:35 AM

7:29 AM

11:53 AM

717 AM
4:35 PM

6 minutes
6 minutes
12 minutes
12 minutes
6 minutes
6 minutes
6 minutes
30 minutes
6 minutes
6 minutes
12 minutes
12 minutes
24 minutes

6 minutes
2 hours, 6 minutes

Calibrating stack opacity monitor.
Calibrating stack opacity monitor.
Calibrating stack opacity monitor.
Calibrating stack opacity monitor.
Calibrating stack opacity monitor.
Calibrating stack opacity monitor.
Calibrating stack opacity monitor.
Calibrating stack opacity monitor.
Calibrating stack opacity monitor.
Calibrating stack opacity monitor.
Calibrating stack opacity monitor.
Calibrating stack opacity monitor.

Calibrating stack opacity monitor.

Not specified

Opacity monitor out of service
for maintenance.

Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.
Calibration complete, monitor
back in service.

Maintenace complete, opacity
monito back in service.

Total duration

119 hours, 54 minutes
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Tiam South Coast Air Quality Management District

f232 Form 500-N

)

%@wﬁ% Title V - Deviations, Emergencies & Breakdowns

sumere "This wiitlen report is in_addition to requirements to verbally report certain types of incidenls., Verbal reports may be made by

Fret Sy callng AQMD at 1-800-288-7664 (1-800-CUT-SMOG) of AQMD enforcement persomnel,
EAHIVEEY
HEDND 3

=

Mail To:

SCAQMD

P.O. Box 4941

Diamond Bar, CA 91765-0941

Tel: (309) 396-3385
www.agmd.gov

Section | - Operator Information

1. Facility Name (Business Name of Operator That Appears On Permit):

2. Valid AQMD Facility 1D (Available On Permil Or Invoice Issued By

b. [7] Breakdown under:

€. [ Deviation with excess emissions
[See Title V Permit, Section K, Condition No. 228]

d. X} Other Deviation

AQMD!
Deserit View Power QD) 100154 -
3. Address: 62-300 Gene Welmas Dr.
{where incident occurred) Street Address
Mecca CA 92254
City State Zip
4. Maliing Address: Same as above
{if different from item 3) Sireet Address
City State Zip
5. Provide the name, title, and phone number of the person to contact for further information:
Kevin Lawrence Operations MGR.
Name Titte Phone #
Section Il - Reporting of Breakdowns, Deviations, and Emergencies
1. This written notification is to report a(n):
Type of Incident Verbal Report Due* Writlen Report Due
2. [] Emergency under Rufe 3002(q) Within 1 hour of discovery Within 2 working days from when the emission it was

For Rules 430 & 2004 - Within 1 hour of

[ Rule 430 {Non-RECLAIM) discovery.
] Rufe 2004 (RECLAIM)

For Rule 218 —Within 24 hours or next business
O g"elz él?e(gfg('&gﬁ LAIM) day for failurelshutdown exceeding 24 hours

Within 72 hours of discovery of the deviation or
shorles reporting period if required by an
applicable State or Federal Reguiation.

" None

[See Title V Permit, Section X, Condition Nos. 22D & 23)

exceeded.
For Rules 430 & 2004 - Within 7 calendar days after
breakdovm is corecled, bul no fater than 30 days from

start of the breakdown, unless a written extension is
granted.

For Rule 218 - Wilh required semi-annual reports.

Within 14 days of discovery of the deviation,

With required semi-annual monitoring reports,

2. The Incident was first discovered by: _William Contreras on 08/19/2018 09:00 C AM
Name Date Time « PM
3. Theincident was first reported by: on 08/20/2018 01:45 F AM
Name of AQMD Staff Person Date Time  PM
a. (¢ ViaPhone
b. C InPerson Notification Number (Required). 526471
4. Wnen did the incident actually occur? 08/19/2018 09:00 C aM
Date Time . PM
Received By: Assigned By: Inspector:
DatefTime Received: DatefTime Assigned: DatefTime Received Assignment:
AQMD Date Delivered To Team: Date Reviewed Inspector Report: Date Inspected Facility;
(;ﬁEY Team: Sector: Breakdown/Devialion Notification No. Date Completed Repert:
Recommended Action: Cancel Nofification Grant Relief Issue NOV No, Other:,
Final Action: Cancel Notification Grant Relief Issue NOV No, Other:

© South Coast Air Quality Managemenl District, Farm 500-N (203 4.07)



5. Has the Incident stopped? o, Yes, on; 08/19/2018 11:00 T AM b.¢” No

Date Time < PM
6. Whatwas the total duration of the Incident? 0 02
Days Hours
7. For equipment with an operating cycle, as defined in Rule 430 ®)3)A),
when was the end of the operating cycle during which the Incident occured? T am

Date Time
8. Describe the incident ang identify each piece of equipment (by permit, application, or device number) affected. Attach photos (when avallable) of the affected
equipment and attach additional Pages as necessary.

Unit#1 CEM So2 exceedences. So02 3% 02 3/HR rolling exceedences, So2 LBS/HR 3 HR rolling exceedences,

9. Theincident may have resulted in a;
a. [ Violation of Permit Condition{s): EPA permit CB-OP 99-01 ILA. Emission Limits SO2 limits.

b. [ Violation of AGMD Rule(s):
10. What was the probable cause of the incident? Attach additional Pages as necessary,

Boiler one fuel trip. The limestone system tripped off with the fuel trip. The operator restarted the limestone system, This
fesulted in 2 separate exceedances. SO2 Ibs/hr 14.0 Ib/hr and SO2 PP @ 3% 02 31.0

11. Did the incident result in excess emissions? " No 4 .yeg (Complete the following and attach calculations,)
Ovoc Ibs 7 nox Ibs SOx 14000 by s fbs

Oco Ibs O pu fos [ other, 31.000 4 pollutant

12. For RECLAIM facilities Subject to Rule 2004 (/3) ONLY: if excess emissions of NOx and/or SOx werereporled in ltem 11, do you want these emissions o be counted
when determining compliance with your annyal allocations?

alCYesforr [JNox [Jsox b.C Nofor: [Inox  [Fsox
Ifbox 12(p) above is checked, include all information specified in Rule 2004()(3)(B) and (C), as applicable,

13. Describe the steps taken to correct the prablem (i.e., steps taken to mitigate excess emissions, equipment repairs, etc,) and the preventative measures employéd to
avoid future incidents. Include photos of the failed equipment if available and attach additional pages as necessary,

Started the limestone System. Place the CEM back o normal aperation after a boiler trip.

14. Was the facility operating Properly prior to the incident?
a. & Yes b. " N, because:

15. Did the incident result from operator error, neglect or improper operation or maintenance procedures?
a. o Yes b. & No, because:

16. Has the facility returned to compliance?
a. " No,because:

b. & Yes (Attach evidence such as emissions calculations, contemporaneous operaling fogs of other credible evidence.)

Section Ill - Certification Statement

I cerlify under penally of faw that based on information and belief formed after reasonable inquiry, the statements and information in this document and in all altachments
and other materials are true, accurate, and complete,

For Tille V Facilities ONLY: [ 1also c;ﬂ;fy}mdeqenaﬂy of law that that 1 am the responsible official for this facility as defined in AQMD Regulation XXX,

1. Signadre of Responsible Official: 2.Title of Responsible Official;
VP of California Operations ?Plant Manager

4, Date;
James R Huffman 08/20/2018

5. Phone #: 6. Fax#:
(760) 393-1308
7. Address of Responsible Official;

62-300 Gene Welmas Dr Mecca CA 92254

Street# - City State Zip

© Sauth Coast Alr Quality Management District, Form S00-N {2014.07)




Boiler 1 Excess Emissions

Colmac Energy
S02 Ib/hr 3-Hr Rolling Excess Emissions for 8/19/2018

Parameter Start End Duration Value Min Max Limit Reason Action

SO2 Ib/hr 3-Hr Rolling 8/19/2018 10:00 PM  11:59 PM 2 hours 14.0 13.0 15.0 12 Limestone not Restarted system
restarted after trip

Total duration 2 hours

CeDAR Reports 8/20/2018 9:28 AM, Boiler 1 Excess Emissions Page 8 of 10



Boiler 1 Excess Emissions

Colmac Energy
SO2 ppm @3% 02 3-Hr Rolling Excess Emissions for 8/19/2018

Parameter Start End Duration Vaiue Min Max Limit  Reason Action
SO2 ppm @3% O2 3-Hr  8/19/2018 9:00 PM 11:59 PM 3 hours 31.0 27.0 35.0 27 Limestone not Restarted system
Rolling : restarted after trip

Total duration 3 hours

CeDAR Reports 8/20/2018 9:28 AM, Boiler 1 Excess Emissions
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Colmac Energy
Mecca, CA

Boiler 1 Daily Emissions Report
August 19, 2018

Emission Limits

Daily 30-Day Rolling
NOx lbs- 648 NOx Ib/mmBtu - 0.3
S02 Ib/mmBtu - 1.2
NOx ppm NOx SQO2 ppm S02 CO ppm co Process
Hour 02% NOxppm @3% 02 Ib/mmBlu NOxlbs SO2ppm @3%02 Ib/mmBlu  SO2ibs COppm  @3% 02 Ilb/mmBtu CO Ibs Status
) 10.5 487 83.8 0.117 25.72 7.2 12.4 0.024 527 10.0 17.2 0.015 3.21 Normal
01 10.1 49.6 82.2 0.115 24.44 10.2 16.9 0.033 7.06 10.0 16.6 0.014 3.02 Normal
02 10.3 47.9 80.9 0.113 24.72 6.2 10.5 0.020 4.44 10.0 16.9 0.014 3.4 Normal
03 9.5 50.4 79.1 0.110 25.26 8.2 12,9 0.025 574 10.0 15.7 0.013 3.06 Normal
04 9.4 541 84.2 0.117 26.77 10.5 16.3 0.032 7.19 10.2 16.9 0.013 3.07 Normal
05 9.4 53.2 82.8 0.116 26.56 11.3 17.6 0.034 7.86 10.6 16.5 0.014 321 Normal
06 10.1 50.6 83.9 0.117 25.44 8.9 14.8 0.029 6.25 10.0 16.6 0.014 3.06 Normal
07 10.3 46.8 79.0 0.110 23.55 11.0 18.6 0.036 772 10.0 16.9 0.014 3.05 Normal
08 10.3 515 87.0 0.121 26.50 131 221 0.043 9.44 10.0 16.9 0.014 3.14 Normal
09 10.2 32.4 54.2 0.076 16.78 7.0 1.7 0.023 5.03 10.0 16.7 0.014 3.13 Normal
10 10.2 427 71.4 0.100 21.02 10.3 17.2 0.033 6.98 10.0 16.7 0.014 298 Normal
11 10.1 445 73.8 0.103 25.69 13.0 21.5 0.042 10.50 10.0 16.6 0.014 3.50 Normal
12 10.2 48.2 80.6 0.113 25.53 9.7 16.2 0.032 7.15 10.0 16.7 0.014 3.23 Normal
13 10.0 50.2 824 0.115 24,74 78 12.8 0.025 5.34 10.0 16.4 0.014 3.01 Normal
14 10.0 52.4 86.1 0.120 26.47 10.1 16.6 0.032 7.13 10.0 16.4 0.014 3.08 Normal
15 9.5 48,6 77.9 0.109 26.32 9.8 15.4 0.030 725 10.4 16.3 0.014 3.36 Normal
16 10.1 46.3 76.7 0.107 24.30 75 124 0.024 5.49 10.0 16.6 0.014 3.20 Normal
17 9.9 50.8 82.7 0.115 25.72 9.3 16.1 0.029 6.53 10.0 16.3 0.014 3.09 Notrnal
18 8.5 52.3 82.1 0.115 26.43 11.3 17.7 0.034 7.95 10.1 15.9 0.013 3.10 Normal
19 10.1 49.8 82.5 0.115 25.16 10.1 16.7 0.032 7.16 10.3 171 0.014 3.17 Startup
20 10.5 51.0 87.8 0.122 26.56 15.8 27.2 0.053 11.41 10.0 17.2 0.015 3.17 Startup
21 9.9 52.0 84.6 0.118 27.08 23.3 37.9 0.074 16.87 10.0 16.3 0.014 3.17 Startup
22 101 49.6 82.2 0.115 25.30 24.7 409 0.079 17.56 10.0 16.6 0.014 3.1 Startup
23 10.3 50.4 85.1 0.119 26.23 5.1 8.6 0.017 3.7 10.0 16.9 0.014 3.16 Startup
Average 10.0 49.0 80.5 0.112 10.9 17.9 0.035 10.1 16.6 0.014
Total 602.29 187.03 75.4
30-Day Ring 0.082 0.023
365-Day Ring 49514

CeDAR Reporis 8/20/2018 12:34 AM, Bofter 1 Daily Emissions Report

Page 1 of 1



S South Coast Air Quality Management District
BEEEe
et *This written report is in_addition to requirements 1o verbally report certain types of incidents.

C R 2
¥§2225¢ Form 500-N
} W% Title V - Deviations, Emergencies & Breakdowns
TR ASE "
25 g\?ﬁ-’-ﬁ calling AQMD at 1-800-288-7664 (1-800-CUT-SMOG) or AQMD enforcement personnel.
RQVIE

Mall To:

SCAQMD

P.0. Box 4941

Diamond Bar, CA 91765-0941

Verbal reparis may be made by Tel- (90) 3963385

www.aqmd.gov

Section | - Operator Information

1. Facility Name (Business Name of Operator That Appears On Permit):
Wiliiam Contreras

62-300Gene Welmas Dr.

2. Valid AQMD Fagcility LD (Available On Permit Or Invoice Issued By
AQMD): '
) 100154

5. Provide the name, title, and phone number of the person to contact for further information:

Kevin Lawrence

3. Address:
{where incident occurred) Street Address
Mecca CA 92254
City State Zip
4. Mailing Address: Same
(if different from ltem 3} Slreet Address
City State Zip

Operations Manager

(760) 262-1645

b. [J Breakdown under:
[ Rule 430 {(Non-RECLAIM)

Name Tile Phone #
Section (| - Reporting of Breakdowns, Deviations, and Emergencies
1. This written notification is to report a(n):
Type of Incident Verbal Report Due* Witten Report Due
8. [J Emergency under Rule 3002(g) Within 1 hour of discovery Mlhind}.‘ed viorking days from when the emission fimit was
exceeded.

For Rules 430 & 2004 - Within 1 hour of

For Rules 430 & 2004 - Within 7 calendar days after
breakdown is comected, but ro laler than 30 days from
start of the breakdown, unless a written extension is
granted.

C. [X] Deviation with excess emissions
[See Title V Permit, Section K, Conditian Ne. 22B)

discovery,
[J Rule 2004 (RECLAIM)

For Rule 218 -~ Within 24 hours or next business
O (Rs";: ;L?e(g?g(t)‘ﬁ'(g]: LAIM) day for failure/shutdown exceeding 24 hours

Within 72 haurs of discovery of the deviation or
shorter reporting period if required by an

For Rule 218 - With required semi-annua reports.

Within 14 days of discovery of the deviation.

applicable State or Federal Regulation.

d. [ Other Deviation None

{See Tille V Permil, Section K, Condition Nos. 22D & 23}

With required semi-annual monitoring reposts.

2. The incident was first discovered by: _WVilliam Contreras on 08/24/2018 04:00 T am
Name Date Time & PM
3. Theincident was first reported by: _Operator 10 on 08/24/2018 05:52 ¢ am
Name of AQMD Staff Person Date Time (¢ PM
a. ( ViaPhone
b. ¢ InPerson Notification Numiber (Required); 527503
4. When did the incident actually occur? 08/24/2018 04:00 Coau
Date Time & PM
Received By: Assigned By: Inspeclor:
Date/Time Received: DalefTime Assigned: DatefTime Received Assignment:
AQMD Date Delivered To Team: Date Reviewed Inspector Report: Date Inspected Facility:
(;stLEY Team: Sector: Breakdown/Deviation Notification No. Date Completed Report:
Recommended Action: Cancel! Notification Grant Relief Issue NOV No. Other;,
Final Action: Cancel Notification Grant Relief Issue NOV No. Other;

© South Coast Alr Quality Management District, Form 500-N (2014.07)



5 Hastheincident stopped? &% Yes, on; 08/24/2018 05:00 T AM b.C" No

Date Time & PM
6. What was the total duration of the incident? 0 01
Days Hours
7. For equipment with an operaling cycle, as defined in Rule 430 (b)(3)(A), ~
when was the end of the aperaling cycle during which the incldent occurred? ' AM
o

Date Time
8. Describe the incident and Identify each piece of equipment (by permit, application, or devige number) affected. Attach photos (when available) of he affected
equipment and attach additional pages as necessary.

Fuel had high SO2 fesulting in SO2 LBS/HR 3HR rolling exceedence of 12.5 ib/hr with a limit of 12.0 Ibshr,

9. Theincident may have resulted in a ) )
a. {X] Violation of Pemil Condition(s): EPA permit CB-OP 99 Section iLA.15

b. [ Violation of AQMD Rule(s):
10. What was the probable cause of the incident? Attach additional pages as necessary,
CEM went into calibration with high SO2 Ib/hr and resulted in high SO2 coming out of calibration along with high SO2 in fuel,

1. Did the incident result in excess emissions? (" No & Yes (Complete the following and attach calculations }

voc s [ nox Ibs SOx 12.500 4 [ Hes Ibs
Clco Ibs Oem bs ] oter Ibs ollutant

12. For RECLARA facilities Subject to Rule 2004 (3) ONLY: If excess emissions of NOx and/for SOx were reported in ltem 11, do Yyou want these emissions to be counted
when determining compliance with your annyal allocations?

a. ¢ Yes,for: [ NOx Jsox b. € No,for:  [“Inox Csox
Ifbox 12(b) above is checked, include all information specified in Rule 2004()(3)(B) and (C), as applicable.

13. Describe the steps faken to correct the prablem (i.e., steps taken to mifigate excess emissions, equipment repairs, etc.) and the preventative measures employed to
avoid future incidents. Include photos of the faited equipment if available and affach additional pages as necessary.

Reduced fuel feed to the boiler. Increased air flow. Increased limestone feed into the boiler. Reduced combustor temps.
Started feeding fuel from a different location.

14. Was the facility operating properly prior to the incident?
a. { Yes b. " No, because:

15. Did theincident result fram operalor error, neglect or improper operation or maintenance procedures?
a. C Yes b. & No, because:

16. Has the facility returned to compliance?
a. (" No, because:

b. & Yes (Attach evidence such as emissions caleulations, conlemporaneous operaling logs or other credinle evidence,)

Section Il - Certification Statement

I certify under penalty of law that based on informalion and belief formed after reasonable inquiry, the statements and information in this document and in all attachments
and other materials are true, accurate, and complete.

t1am the responsible officia) for this facility as defined in AQMD Regulation XXX,

2. Title of Responsible Official:

Vice President of California Operations/Plant Manager
4. Date;
James Russell Huffman 08/27/2018
§. Phone #: 6. Fax #:
(760) 393-1308
7. Address of Responsible Official:
62-300 Gene Welmas Drive Mecea CA 92254
Streel # City S Zp

© South Coast Alr Quality Management District, Form 500-N (2014.07)



Colmac Energy
Mecca, CA

Boiler 2 Daily Emissions Report
August 24, 2018

Emission Limits

Dally 30-Day Rolling
NOx ths- 648 NOx Ib/mmBtu - 0.3 7
SO2 Ib/mmBtu - 1.2
NOx ppm NOx S02 ppm S02 CO ppm co Process
Hour 02% NOx ppm @3% 02 Ib/mmBlu NOx Ibs SO2ppm @3% 02 Ib/mmBlu S02 Ibs CQ ppm @3% 02  Ib/mmBtu CO lbs Status
00 9.1 36.6 55.5 0.077 24.79 9.4 14.3 0.028 8.89 10.0 16.2 0.013 4.12 Normal
01 9.1 38.9 59.0 0.082 26.18 13.4 20.3 0.039 12,48 10.0 15.2 0.013 4,09 Normal
02 9.2 40.0 61.2 0.085 27.21 124 19.0 0.037 11.73 10.0 15.3 0.013 4.14 Normal
03 9.3 386 58.6 0.083 26.32 54 83 0.016 5.09 10.0 15.4 0.013 4.18 Normal
04 9.3 39.9 61.6 0.086 26.91 8.4 13.0 0.025 7.84 10.0 15.4 0.013 4,11 Normal
05 9.2 37.9 58.0 0.081 25.99 6.9 10.6 0.020 6.59 10.0 15.3 0.013 417 Normal
06 9.2 376 57.5 0.080 25.80 9.4 14.4 0.028 9.00 10.0 15.3 0.013 4.18 Normal
o7 9.2 39.4 60.3 0.084 27.06 7.9 12.1 0,023 7.57 10.0 15.3 0.013 4.19 Nommal
08 9.0 38.6 58.1 0.081 26.55 9.3 14.0 0.027 8.91 10.0 15.0 0.013 4.18 Nomal
09 9.0 38.0 57.2 0.080 26.18 75 11.3 0.022 7.21 10.0 15.0 0.013 4.20 Nommal
10 8.9 40.1 59.8 0.083 27.31 10.0 14.9 0.029 9.50 10.0 14.9 0.013 4.15 Normal
11 8.0 38.3 57.6 0.080 26.23 94 141 0.027 8.93 10.0 15.0 0.013 4.17 Normal
12 89 35.7 53.3 0.074 23.70 75 11.2 0.022 6.89 10.0 14.9 0.013 4.04 Normal
13 QocC 00oC oocC oocC oocC 00C ooc ooc ooc ooc oocC oocC Normal
14 9.3 20.4 315 0.044 14.91 16.3 25.2 0.049 10.0 154 0.013 4.45 Normal
15 9.8 28.3 45,6 0.064 19.55 12.3 19.8 0.039 10.0 16.1 0.014 4.20 Normal
16 10.6 315 54.7 0.076 21.65 93 16.2 0.031 . 10.0 17.4 0.015 4.19 Normal
17 10.7 39.4 69.1 0.096 27.18 5.5 9.7 0.019 524 10.0 17.5 0.015 4.20 Normal
18 9.4 38.1 60.9 0.085 26.60 7.7 12,0 0.023 7.27 10.0 15.6 0.013 4.14 Normal
19 9.5 40.2 63.1 0.088 27.07 11.5 18.1 0.035 10.79 10.0 15.7 0.013 4.10 Normal
20 9.2 379 58.0 0.081 25.81 8.3 127 0.025 7.83 10.0 15.3 0.013 4.14 Normat
21 9.0 394 59.3 0.083 26.91 8.8 13.2 0.026 8.33 10.0 15.0 0.013 4.16 Normat
22 9.0 35.2 62.9 0.074 23.85 10.4 15.6 0.030 9.75 10.0 15.0 0.013 4.12 Normatl
23 9.1 394 59.8 0.083 26.90 9.9 15.0 0.029 9.40 10.0 15.2 0.013 4.15 Normatl
Average 9.3 37.0 57.1 0.080 9.4 14.6 0.028 10.0 15.5 0.013
Total 580.66 206.70 95.8
30-Day Ring 0.080 0.025
365-Day Ring 55007

CeDAR Reports 8/27/2018 8:31 AM, Boller 2 Daily Emissions Report

Page 1 of 1



Boiler 2 Excess Emissions

Colmac Energy
SO2 Ib/hr 3-Hr Rolling Excess Emissions for 8/24/2018

Parameter Start End Duration Value Min Max _Limit  Reason Action
S02 Ib/hr 3-Hr Rolling 8/24/2018 4:00 PM 4:59 PM 1 hour. 13.0 13.0 13.0 12 Not specified
Total duration 1 hour

CeDAR Reports 8/27/2018 7:58 AM, Boiler 2 Excess Emissions Page 8 of 10



5. Hastheincident stopped?  a.¢% Yes, on: 11/13/2018 02:00 T oam b.¢ No

Date Time Q
6. What was the total duralion of the incident? 0 01
Days Hours
7. For equipment with an operating cycle, as defined in Rule 430 bI3)A), .
when was the end of the operating cycle during which the incident occurred? 11/13/2018 01:00 C AM
Date Time & PM

8. Describe the incident and Identify each piece of equipment (by permit, application, or device number) affected. Attach photos (when available) of the affected
equipment and attach additional pages as necessary.

We were experiencing higher Nox averages for the two hours preceding the daily CEM calibration. Immediately after calibration
the NOx was incredibly high due to the source of fuel being fed. This inflated the last hour's NOx average.

9. Theincident may have resulted in a: .
a. [X] Violation of Permit Condition(s): EPA Permit CB-OP 99-0111.A.15

b. [] Violation of AQMD Rule(s):
10. What was the probable cause of the incident? Attach additional pages as necessary.

As a result of the higher NOx averages for the first two hours and the inflated NOx average in the third hour because the CEM
calibration our three hour average exceded the limit. The limit is 30 Ibs/hr we exceeded at 30.52 lbs/hr.

1. Did the Incident result in excess emissions? (" No & Yes (Complete the following and attach calculations.)

[ voc ibs NOx 30.520 1 [ sox tbs [IHzs Ibs
[COco ibs COem Ibs [J other; Ibs poliutant

12. For RECLAIM facilities Subject to Rule 2004 ()(3) ONLY: i excess emissions of NOX and/or S0x were reported in ltem 11, do you want these emissions to be counted
vihen determining compliance with Your annual allocations?

a. (" Yesfor. [JNox [Tsox b. (" No,for: [INOx [Jsox
Ifbox 12(b) above is checked, include all information specilied in Rule 2004()(3)(8) and {C), as applicable.

13. Describe the steps taken to correct the problem {i.e., steps taken to miligale excess emisstons, equipment repairs, etc.) and the preventative measures employed to
avoid future incidents. Include photos of the failed equipment if available and attach additional pages as necessary.

Reduced fuel feed, lowered furnace combustor outlet temperature, increased ammonia flow, increased boiler O2 and air flow,
and changed fuel source.

14. Was the facllity aperating properly prior t the incident?
a. {* Yes b. € No, because:

15. Did the incident result from operator error, neglect or improper operation or maintenance procedures?
a.  Yes b. & No, because;

16. Has the facility returned to compliance?
a. " No,because:

b. (¥ Yes (Attach evidence such as emissions calculations, contemporaneous operaling logs or other credible evidence.)

Section Ilf - Certification Statement

| certify under penalty of law that based on information and belief formed after reasonable inquiry, the statements and information in this document and in all attachments
and other materials are true, accurate, and complete,

For Title V Facilities ONLY:  [X] Ialso cerlify under penalty of law that (hat 1 am the responsible official for this facility as defined in AQMD Regulation XXX

1. Signature of Responsible Offigiats 2. Title of Responsible Official:
VP CALIFagaI A OsEgsTions
. Print Neme: 4.Dale:
Jomes? Burrman Whs(zoi
5.Phone#: ° 6. Fax#:
T60-292-1308

7. Address of Responsible Official:

22300 Gene Wr mhs Meccep, CA_ 97753

City Slate Zi

© South Coast Alr Quality Management District, Form S00-N (2014.07)



% South Coast Air Quality Management District
”*3 Form 500-N

gj’@

;;%«5@ a‘;"*‘*‘s’? Title V - Deviations, Emergencies & Breakdowns

o — *This vaitten reporl is in addition 1o requiremenis to verbally report certain types of incidents. Verbal reports may be made by
22 calling AQMD at 1-800-288-7664 (1-800-CUT-SMOG) or AQMD enforcement persannel.

R

*..
157

Malil To:

SCAQMD

P.O. Bax 4941

Diamond Bar, CA 91765-0941

Tel: (309) 396-3385
www.aqmd.gov

Section [ - Operator Information

1. Facility Name (Business Name of Operator That Appears On Permit):

2. Valid AQMD Facility ID (Available On Permit Or Invoice Issued By

a, [[] Emergency under Rule 3002(q)

b. [] Breakdown under:
[[] Rule 436 (Non-RECLAIM)
[J Rule 2004 (RECLAIM)
[ Rule 218 (Non-RECLAIV)
[See Rule 218(f){3)]

¢. [X] Deviation with excess emissions
{See Tille V Permit, Section K, Condition No. 22B]

. AQMD
Desert View Power v} 100154
(where incident occurred) Slreet Address
Mecca CA 92254
City State Tp
4, Mailing Address: Same As Above
(if different from item 3) Street Address
City State Zip
5. Provide the name, litle, and phone number of the person to contact for further information:
Louie Lopez Shift Supervisor (760) 262-1645
Name Tille Phone #
Section Il - Reporting of Breakdowns, Deviations, and Emergencies
1. This written notificalion is to report a(n):
Type of incident Verbal Report Due*  ~ Witten Report Due

Within 2 working days from when the emission limil was
exceeded.

For Rules 430 & 2004 - Within 7 calendsr days affer
breakdown is comected, but no later than 30 days from
start of the breakdown, unless a written extension is
granted.

Within 1 hour of discovery

Far Rules 430 & 2004 - Within 1 hour of
discovery.

For Rule 218 — Within 24 hours or next business
day for failure/shutdown exceeding 24 hours For Rule 218 - With required semi-annual reports.
Within 72 hours of discovery of the deviation or
shorter reporiing period if required by an
applicable State or Federal Regulation.

Within 14 days of discovery of the deviation.

d. [ Other Deviation None With required semi-annual monitoring reports.
{See Tille V Permit, Section K, Condition Nos. 22D & 23]
2, Theincident was first discovered by; _Louie Lopez on 11/13/2018 01:00 o
Name ) Date Time < PM
3. Theincident was first reported by: _Operator #12 on 11/13/2018 0127 ¢ ay
Name of AQMD Staff Person Date Time fe- PM
a. (¢ ViaPhone [
b. ¢ InPerson Notification Number (Required);_937975
4. When did the incident actually occur? 11/13/2018 01:00 C am
Date Time & PM
Received By: Assigned By: Inspector:
DatefTime Received: DatefTime Assijned: DatefTime Received Assignment:
AQMD Date Delivered To Team: Date Reviewed Inspector Report: Date Inspected Facility:
(l)Jng{ Team: Sector: Breakdown/Deviation Notificalion No. Oate Completed Report:
Recommended Action: Cancel Notification Grant Relief Issue NOV No., QOther:,
Final Action: Cancel Notification Grant Relief Issue NOV No. Other:

© South Coast Air Quality Mznagement District, Form 500-N {2014.07)




Boiler 1 Excess Emissions

Colmac Energy
NOXx Ib/hr 3-Hr Rolling Excess Emissions for 11/13/2018

Parameter Start End Duration Value Min Max Limit  Reason Action
NOx Ib/hr 3-Hr Rolling 11/13/2018 12:00 PM  12:59 PM 1 hour 31.0 31.0 31.0 30 Not specified
Total duration 1 hour

CeDAR Reports 11/13/2018 1:19 PM, Boiler 1 Excess Emissions Page 1of 1



Colmac Energy
Mecca, CA

Boiler 1 Daily Emissions Report
‘November 13, 2018

Emission Limits

Daily 30-Day Rolling
NOx Ibs- 648 NOX Ib/mmBtu - 0.3
SO2 Ib/mmBtu - 1.2
NOx ppm NOx SO2 ppm S02 CO ppm co Process
Hour 02% NOxppm @3% 02 Ib/mmBiu NOxlbs  SO2ppm @3%02 Ib/mmBtu SO2 lbs COppm @3%02 Ib/mmBtu CO Ibs Status
00 9.6 41.2 65.3 0.091 26.84 9.7 15.4 0.030 8.81 10.0 15.8 0.013 3.97 Normal
01 9.6 41.9 66.4 0.093 27.53 9.5 15.0 0.029 8.65 10.0 15.8 0.013 3.99 Normal
02 9.8 38.0 61.3 0.086 24.70 10.3 16.6 0.032 9.34 10.0 16.1 0.014 3.95 Normal
03 9.8 39.1 63.1 0.088 25.48 7.9 127 0.025 7.12 10.0 16.1 0.014 3.98 Normal
04 9.9 40.2 65.4 0.091 26.20 9.5 15.5 0.030 8.60 10.0 16.3 0.014 3.97 Normal
05 9.9 38.6 62.8 0.088 25,05 11.6 18.9 0.037 10.44 10.0 16.3 0.014 3.95 Normal
06 10.2 39.6 66.2 0.092 25.33 10.6 17.7 0.034 9.48 10.0 16.7 0.014 3.90 Normal
07 10.1 42.7 70.8 0.099 27.69 58 9.6 0.019 5.20 10.0 16.6 0.014 3.94 Normal
08 10.0 40.1 65.9 0.092 25.58 8.9 14.6 0.028 7.88 10.0 16.4 0.014 3.88 Normal
09 10.5 39.8 68.5 0.096 24.99 10.9 18.8 0.036 9.55 10.0 17.2 0.015 3.82 Normal
10 10.2 42.0 70.3 0.098 26.87 10.1 16.9 0.033 8.99 10.0 16.7 0.014 3.89 Normal
11 9.8 52.6 84.8 0.118 38.08 8.1 13.1 0.025 8.17 10.0 16.1 0.014 4.33 Normal
12 10.1 40.6 67.3 0.094 26.61 7.0 11.6 0.023 6.38 10.0 16.6 0.014 3.99 Normal
13 Inval lnval Inval {nval inval Inval inval Inval Inval Inval Inval Inval Inval Normal
14 Inval Inval Inval Inval {nval thval tnval laval Inval Inval Inval inval Inval Normmal
15 inval Inval Inval inval inval nval nval Inval Inval Inval fnval Inval Inval Normal
16 {nval Inval inval Inval Inval Inval Inval Inval Inval Inval Inval Inval Inval Nommal
17 Inval Inval Inval Inval Inval Inval tnval Inval Inval Inval Inval Inval inval Normal
18 nval Inval fnval Inval Inval Inval Inval Inval Inval Inval Inval Inval Inval Normal
19 Inval Inval Inval Inval inval Inval Inval Inval Inval Inval Inval Inval Inval Normat
20 inval Inval Inval inval inval Inval Inval Inval Inval Inval Inval Inval Inval Normal
21 Inval Inval inval Inval inval Inval Inval Inval Inval Inval Inval laval Inval Normal
22 inval Inval Inval inval inval Inval Inval Inval Inval inval Inval lnval Inval Normal
23 Inval Inval Inval Inval inval Inval Inval Inval Inval ~ Inval Inval Inval Inval Normal
Average 10.0 413 67.5 0.094 9.2 15.1 0.029 10.0 16.4 0.014
Total 350.95 108.61 : 51.6
30-Day Ring 0.087 0.027
365-Day Ring 51985

CeDAR Reports 11/13/2018 1:03 PM, Boiler 1 Daily Emissions Report

Page 1of 1



South Coast Air Quality Management District
Form 500-N
Title V - Deviations, Emergencies & Breakdowns

s “This written report is in addition to requirements to verbally report certain types of incidents. Verbal reports may be made by
D calling AQMD at 1-800-288-7664 (1-800-CUT-SMOG) or AQMD enforcement persannel.

Mail To:

SCAQMD

- P.0.Box 4941

Diamond Bar, CA 91765-0941

Tel: (909) 396-3385
www.agmd.gov

& trs S i SRRt e sl 3
1. Facility Name (Business Name of Operator That Appears On Permit): 2. Valid AQMD Facility ID (Available On Permit Or invoice Issued By
. AQMD):
Desert View Power ) 100154
3, Address: 62-300 Gene Welmas Drive
(where incident occurred) Street Address
Mecca CA 92254-0758
City State Zip
4. Mailing Address: Same as above
(if different from Item 3) . Street Address
City State Zip
§. Provide the name, title, and phone number of the person to contact for further information:
Kevin Lawrence Operations Manager (760) 262-1644
Name Title Phone #

1. This written notification istoreportan):
Type of Inc!dent

: exceeded

b |Z] Breakdown under

; c. - Devnauon with excess emissions , Wthln 72 hours of dxscovery of the devnatuon or
: [See Title V Permit, Section K, Condilion No. 22B] . shorter reporting period if required by an
applicable State or Federal Regulation.

: Verbal Report Due Wntten Repon Due ;
H a D Emergency under Rule 3002(g) : Within 1 hour of dlscovery ’ Wlhln 2 workmg days from when \he emission llmlt was

Fnr Rules 430 & 2004 Wlthxn 7 calenda‘ days aﬂer

* For Rules 430 & 2004 - Within 1 hour of * breakdown is corrected, but no later than 30 days from
[X] Rule 430 (Non-RECLAIM) - discovery. ¢ start of the breakdown, unless a written extension is
] Rule 2004 (RECLAIM) : granted.
For Rule 218 — Within 24 hours or next business :
Rule 218 (Non-RECLAIM) day for failure/shutdown exceeding 24 hours ‘ For Rule 218 - With required semi-annual reporis.

¢ Within 14 days of discovery of the deviation.

d D O!her Devnatnon “ None Wlh requxred semannual momtonng Ieports
[See Tll' V Permnl, Sectron K Conduhon Nos 220 & 23] :
2. The incident was first discovered by: JJoe Pedroza on 12/04/2018 01:00 & am
Name Date Time . PM
3. The incident was first reported by: _Operator #7 on 12/04/2018 01:12 &M
Name of AQMD Staff Person Date Time  PM
a. {s+ ViaPhone
b. £ InPerson Notification Number (Required): 540164
4, When did the incident actually occur? 12/04/2018 00:00 © AM
Date Time - PM
Received By: Assigned By: i Inspector:
Date/Time Received: DatefTime Assigned: Date/Time Received Assignment
Date Delivered To Team: ‘ Date Reviewed Inspector Report: k Dale Inspected Facility: '
Team: ~ Sector: Breakdown/Deviation Nolification No. Date Completed Report:

Recommended Action: Cancel Notification Grant Relief Issue NOV No., Other:

Final Action: Cancel Notification Grant Relief Issue NOV No. Other:

© South Coast Air Quality Management Disbrict, Form 500-N (2014.07)



5. Hastheincidentstopped? a (5 Yes, on; 12/04/2018 05:59 &AM b.No

Date Time O PM
6. Whatwas the total duration of the incident? 0 06
Days Hours
7. For equipment with an operating cycle, as defined in Rule 430 (b)3)(A), 12/04/2018 06:00

when was the end of the operating cycle during which the incident occurred?

The diaphragm on the high pressure nitrogen regulator failed. The nitrogen is used to booster sample gas pressures. When
this failed the density of the sample gasses were increasing causing a false high CO reading.

9. Theincident may have resulted in a:
a. [ Violation of Permit Condition(s):

b. IX] Violation of AQMD Rule(s):
10. What was the probable cause of the incident? Attach additional pages as necessary.
High pressure nitrogen reguiator's diaphragm failure was the cause of the incident.

11. Did the incident result in excess emissions? No & Yes (Complete the following and attach calculations.)

CJvoc Ibs [ nox lbs [ sox Tbs [J Has Ibs
co 14.000 pg O pm lbs O other; Ibs poliutant

12. For RECLAIM facilities Subject to Rule 2004 ()(3) ONLY: 'f excess emissions of NOx andfor SOx were reported in ltem 11, do you want these emissions to be counted
when determining compliance with your annual allocations? .
a. (CvYesfor [JNOx [Jsox b.GNo,for: [INOx [Jsox
If box 12(b) above i checked, include all information specified in Rule 2004(3)(3)(8) and (C), as applicable.

13. Describe the steps taken to correct the problem (i.e., steps taken to mitigate excess emissions, equipment repairs, etc.) and the preventative measures employed to
avold future incidents. Include photos of the failed equipment if available and attach additional pages as necessary.

Replaced pressure regulator and calibrated system

14. Was the facility operating properly prior to the incident?
a. {2 Yes b. (3 No, because;

15. Did the incident resuit from operator error, neglect or improper operation or maintenance procedures?
a. ( Yes b. & No, because: equipment failure

16. Has the facility returned to compliance?
a. {7 No, because:

b. & Yes (Attach evidence such as emissions calculalions, contemporaneous operating logs or other credible evidence.)

3

&

rmation in this document and in all aftachments

ki 2t

I certify under penalty of law that based on information and belief formed after reasonable inquiry, the statements and info
and other materials are true, accurate, and complete.

For Title V Facilities ONLY:  [x] 1also certify under penalty of law that that | am the fesponsible official for this facility as defined in AQMD Regulation XXX.
2. Title of Responsible Official:

p — VP Calitpmin ﬂ,ﬂﬂzfms

3. Print Name: 4. Date:

Jdmes 2 Hyramay 12/%/201p

5. Phone #: 6. Fax#:

100 242 /653

7. Address of Responsible Official:

1. Signature of Responsible

Steel # City Sale  Zip

© South Coast Air Quality Management District, Form 500-N (2014.07)




Boiler 2 Excess Emissions

Colmac Energy
CO Ib/hr 3-Hr Rolling Excess Emissions for 12/4/2018

Parameter Start End Duration Value Min Max Limit Reason Action
CO Ib/hr 3-Hr Rolling 12/4/2018 12:00 AM  5:59 AM 6 hours 14.0 13.0 14.0 13 Not specified
Total duration 6 hours

CeDAR Reports 12/5/2018 11:09 AM, Boiler 2 Excess Emissions Page 2 of 2



S South Coast Air Quality Management District Mail To:
Form 500-N SCAMD

N R . P.0. Box 4941
Title V - Deviations, Emergencies & Breakdowns Diamond Bar, CA 91765-0941
*This writien report is In addition to requirements to verbally report certain types of incidents. Verbal reports may be made by Tel: (909) 396-3385

§ calling AQMD at 1-800-288-7664 (1-800-CUT-SMOG) or AQMD enforcement personnel. : vaw) agmd.gov

1. Facility Name ‘(B'usiness Name of Operator That Appears On Permit): 2. Valid AQMD Facilitg ID (Available On Perrhit 0} lnvbfce sshecll'éy E
. AQMD):
Desert View Power ) 100154
3, Address: 62-300 Gene Welmas Drive
(where incident occurred) Street Address
Mecca CA 92254-0758
) City State Zip
4. Maling Address: Same as Above
(it different from ltem 3) Street Address
City State Zip
5. Provide the name, title, and phone number of the person to contact for further information:
Kevin Lawrence Operations Manager (760) 262-1644
Name Tite Phone #
Section Il - Reporting of Breakdowns, Devistions, and Emergencies ~ -~ - - ’
1. This written notification is to report a(n): ) ) )
- Type of Incident : Verbal Report Due* " Written Report Due
a. [ Emergency under Rule 3002(g) ~ Within 1 hour of discovery © Within 2 working days from when the emission limit was '
. : exceeded. :
*b. [] Breakdown under: ) * For Rules 430 & 2004 - Within 7 calendar days after
. " For Rules 430 & 2004 - Within 1 hour of . breakdown i$ Cofrécted, but no later than 30 days from
[ Rute 430 (Non-RECLAIM) - discovery. : start of the breakdown, unless a written extension is
] Rule 2004 (RECLAIM) * granted.
. For Rule 218 — Within 24 hours or next business -
' [} FSLQ: a::e(';?g(ll)i(g)?mw day for failure/shutdown exceeding 24 hours For Rule 218 - With required semi-annual reports.
‘¢, Deviation with excess emissions * Within 72 hours of discovery of the deviation or Within 14 days of discovery of the deviation.
‘ [See Title V Permit, Section K, Condition No. 22B] shorter reporting period if required by an
applicable State or Federal Regulation.
d. [[] Other Deviation "~ None " With required semi-annual monitoring reports.
[See Title V Permit, Section K, Condition Nos. 22D & 23] '
2. TheIncident was first discovered by: Joe Pedroza on 12/09/2018 10:00 > AM
Name Date Time  PM
3. Theincident was first reported by: Operator #7 - on 12/09/2018 10:11 © AM
Name of AQMD Staff Person Date Time  PM
a. (¢ Via Phone
b. > InPerson Notification Number (Required): 540826
4. When did the incident actually occur? 12/09/2018 09:00 & M
Date Time . PM
Received By: Assigned By: Inspector:
DatefTime Received: DatefTime Assigned: Date/Time Received Assignment:
Date Delivered To Team: Date Reviewed Inspector Report: Date Inspected Facility:
- | Team: Sector: Breakdown/Deviation Notification No. Date Completed Report:
“| Recommended Action: Cance! Notification Grant Relief Issue NOV No. Other:
- -} Final Action: Cancel Notification ~ Grant Relief Issue NOV No, Other:
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5. Hasthe Incident stopped?  a.(s: Yes, on; 12/09/2018 10:00 &AM b.CNo
Date Time  PM
6. What was the total duration of the incident? 0 01
Days Hours
7. For equipment with an operating cycle, as defined in Rule 430 (b)3)A), X
when was the end of the operating cycle during which the incident occurred? o AM
Date Time < PM
8. Describe the incident and identify each piece of equipment (by permit, application, or device number) affected. Attach photos (when available) of the affected
equipment and attach additional pages as necessary.
With the heavy rain We've had the boiler IS requiring more fuel and with that overfeeding We fed fue! containing higher Sulfur
impurities at higher rate then normal which spiked So2 emissions above the rate of our counter measures for a short period
9. Theincident may have resulted in a: ) )
a. [K] Violation of Permit Condition(s): EPA Permit CB-OP 99-01 Section 2.A.1
b. [] Violation of AQMD Rules):
10. What was the probable cause of the incident? Attach additional pages as necessary.
Combustion of fuel with Suffur impurities
11. Did the incident resultin excess emissions? > No & Yes {Complete the following and attach calculations.)
Cvoc Ibs [ Nox Ibs SOx 12300 s s Ibs
COco ibs O pm Ibs [ other: Ibs poliutant
12. For RECLAIM facilities Subject to Rule 2004 {D(3) ONLY: If excess emissions of NOx and/or SOx were reported in ftem 11, do you want these emissions to be counted
when determining compliance with your annual allocations?

aCYesforr  [INox [Jsox b.CoNofor: [INox  [Jsox
Ibox 12(b) above is checked, include all information specified in Rute 2004(i)(3)(B) and (C), as applicable.

13. Describe the steps taken to correct the problem (i.e., steps taken to mitigate excess emissions, equipment repairs, etc.) and the preventative measures employed to
avoid future incidents. Include photos of the failed equipment if available and attach additional pages as necessary.

Reduced wood system speed, raised mass air flow through production fans causing excess O2 {o rise. Also overfed limestone
causing the desulfurization of flue gas.
14. Was the facility operating properly prior to the incident?
a. {® Yes b. 7 No, because:

15. Did theincident result from operator error, neglect or improper operation or maintenance procedures?
a. O Yes b. (& No, because: A systems were operating within normal parameters

16. Has the facility returned to compliance?
a. ( No, because:

b. & Yes (Attach evidence such as emissions calculations, centemporaneous operating logs or other credible evidence.)

Section Il - Certification Safement
Leertify under penalty of law that based on information and belief formed after reasonable inquiry,
and other materials are true, accurate, and complete.

the statements and information in this document and in all attachments

2. Title of Responsible Official:
Vice President of California Operation/Facilty Manager
4. Date:
James Russell Huffman 12/10/2018
5.Phone #: 6. Fax #:
(760) 262-1653
7. Address of Responsible Official:
62-300 Gene Welmas Drive Mecca CA 92254
Street # Cily State  Zip
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Boiler 1 Excess Emissions

Colmac Energy
SO2 Ib/hr 3-Hr Rolling Excess Emissions for 12/9/2018

Start End Duration Value Min Max Limit  Reason Action
12 Not specified

Parameter
SO2 Ib/hr 3-Hr Rolling 12/9/2018 9:00 AM 9:59 AM 1 hour 12.0 12.0 12.0

Total duration 1 hour
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Colmac Energy
Mecca, CA

Boiler 1 Daily Compliance R

December 9, 2018

eport

Emission Limits

3-Hr Rolling Daity 30-Day Rolling
NOX ppm @15% 02 - 94 NOXx Ib/hr - 30 NOx Ibs - 648 NOx Ib/mmBtu - 0.3
SO2 ppm @15% 02 - 27 S02 Ib/hr - 12 SO2 Ib/mmBtu - 1.2
CO ppm @15% 02 - 231 CObthr-13 SO2 ppm @3% 02 - 17.4
3-Hr Ring NOx 3-Hr Ring S02 PPm @3% 3-Hr Ring SO2 3-Hr Ring 3-Hr Ring CO 3-Hr Ring Process
Hour ppm @3% 02  NOX Ib/mmBtu NOx Ib/hr O PPM @3% 02  SO2 Ib/mmBtuy S02 Ib/hr ppm @3% 02 CO ib/hr Status
00 58.5 0.076 24.8 10.3 12.9 0.020 7.6 14.7 3.8 Normal
01 56.6 0.074 23.8 13.3 12.5 0.026 7.3 15.6 4.0 Normal
02 55.6 0.083 23.5 13.8 12.5 0.027 7.3 16.9 43 Normal
03 57.0 0.082 24.2 1.7 12.9 0.023 76 17.9 4.6 Normal
04 48.8 0.039 21.0 77 11.1 0.015 6.6 17.9 4.7 Normal
05 44.9 0.067 19.0 14.8 114 0.029 6.6 17.8 4.6 Normal
06 371 0.049 156.2 8.0 10.2 0.016 5.8 18.5 4.6 Normal
07 48.3 0.086 20.0 14.8 12,5 0.029 7.2 19.0 438 Normal
08 52.9 0.086 21.8 27.1 16.6 0.053 9.6 18.6 4.7 Normat
09 63.8 0.095 26.0 23.2 21.7 0.045 12.3 17.3 4.3 Normal
10 65.8 0.095 25.7 11.0 204 0.021 11.3 16.5 4.0 Normal
11 68.1 0.096 26.1 8.4 14.2 0.016 7.6 16.5 3.9 Normal
12 70.4 0.104 28.2 79 9.1 0.015 5.0 Cal Cal Normal
13 62.3 0.061 26.3 225 12.9 0.044 7.9 Cal Cal Normal
14 59.4 0.084 26.3 14.0 14.8 0.027 9.2 Cal Cal Normal
15 53.9 0.081 23.9 8.2 14.9 0.016 9.3 15.1 4.1 Normal
16 59.8 0.085 26.1 13.7 12.0 0.027 7.3 15.0 4.0 Normal
17 59.3 0.082 25.9 135 11.8 0.026 72 14.9 4.0 Normal
18 60.2 0.085 26.2 10.6 12.6 0.021 7.6 14.9 4.0 Normal
19 56.4 0.070 245 11.6 11.9 0.023 7.2 14.8 3.9 Normal
20 57.0 0.084 245 14.8 123 0.029 74 14.7 3.8 Normal
21 56.1 0.081 24.0 14.7 13.7 0.029 8.2 14.6 3.8 Normal
22 58.9 0.081 25.5 15.7 15.1 0.031 9.1 15.1 4.0 Normal
23 48.9 0.043 211 12,5 14.3 0.024 8.6 17.2 4.5 Normal
30-Day Ring 0.084 13.8 0.027
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